Petriman, Viorica

From: Christopher LaLone <cmlalone@gw.dec.state.ny.us>
Sent: Tuesday, June 24, 2014 9:19 AM

To: Riva, Steven

Cc: Petriman, Viorica; Dan E Walsh; Robert Stanton
Subject: Re: Fwd: FW: Documents - Greenidge
Attachments: Greenidge Title V Renewal 1.pdf; Greenidge PRR.pdf
Steve,

The documents for item #3 below are attached. You can expect our Region 8 office to provide you with the April 2014
application soon.

Chris

>>> "Riva, Steven" <Riva.Steven@epa.gov> 6/23/2014 10:09 AM >>>

When can we expect responses to 2 & 3 (below). Nothing seems to be available on-line. Also Dave indicated that you
would be providing us with the Danskammer application. When can we expect this? Please advise!

From: Petriman, Viorica

Sent: Monday, June 23, 2014 9:33 AM
To: Riva, Steven

Subject: Documents - Greenidge

Steve:

The package you gave me contains only the documents related to Item #1. It seems that no documents related to Items
2 and 3 were included in the package.

From: Ruvo, Richard

Sent: Thursday, June 12, 2014 2:26 PM
To: djshaw@gw.dec.state.ny.us

Cc: Riva, Steven; Filippelli, John
Subject: Greenidge

Hi Dave-
To follow-up on our call, we talked to our staff and they mentioned we would like to see the following documents which
Greenidge refers to in the April 1, 2014 letter:

1. The attachments to the March 14, 2013 letter submitted to NYSDEC

2. A copy of the April 2014 Title V operating permit application submitted to NYSDEC

3. A copy of the Title V air permit and permit review report of the facility which was in effect before stopping
operation-



We would appreciate it if you can ask your staff to send the documents our way.
Thanks, Rick
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Permit Under the Environmental Conservation Law (ECL)
ARTICLE 19: AIRPOLLUTION CONTROL -TITLEV PERMIT
IDENTIFICATION INFORMATION
Permit Issued To:GREENIDGE GENERATION LLC

800 E ELIZABETH AVE
LINDEN, NJ 07036

Facility: AES GREENIDGE LLC
590 PLANT RD
DRESDEN, NY 14441

Authorized Activity By Standard Industrial Classdtion Code:
4911 - ELECTRIC SERVICES

Permit Effective Date: 11/05/2007 Permit Expirat@ate: 11/04/2012

SAPA Extended Begin Date: 11/05/2012

Air Pollution Control Permit Conditions
Renewal 1 Page 1 EXPIRED
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PAGE LOCATION OF CONDITIONS

FEDERALLY ENFORCEABLE CONDITIONS
Facility Level

1 6 NYCRR 200.6: Acceptable Ambient Airadlity

2 6 NYCRR 201-6.5 (a) (7): Fees
3 6 NYCRR 201-6.5 (c): Redaéping and reporting of compliance
monitoring
4 6 NYCRR 201-6.5 (c) (2): Mioring, Related Recordkeeping, and
Reporting Requirements.

5 6 NYCRR 201-6.5 (c) (3) (ii): ComplianCertification

6 6 NYCRR 201-6.5 (e): Compliance Caréifion

7 6 NYCRR 202-2.1: Compliance Certifioati

8 6 NYCRR 202-2.5: Recordkeeping requasts

9 6 NYCRR Part 215: Opere§iProhibited at Industrial and
Commercial Sites

10
11

6 NYCRR 200.7: Maintenance of Equipmen
6 NYCRR 201-1.7: Recycling and Salvage

12 6 NYCRR 201-1.8: Prohdritof Reintroduction of Collected
Contaminants to the air

13
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6 NYCRR 201-6.5 (d) (5): Standard Rexments - Progress Reports
6 NYCRR 201-6.5 (f) (6): Off Permit&iges

6 NYCRR 202-1.1: Required Emissionst3e

6 NYCRR 211.3: Visible Emissions Ligadit
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40CFR 82, Subpart F: Recycling andssimns Reduction
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6 NYCRR 225-1.8: Compliance Certificat
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6 NYCRR 225-2.4 (b):
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6 NYCRR 225-2.7 (a):
6 NYCRR 225-2.7 (d):
6 NYCRR 225-2.7 (e):

Compliance Cexdifion
Compliance Cexdifion
Compliance Cedifion
Compliance Cedifion
Compliance Cexdifion
Compliance Ciedtion

Availability cfaords for Department inspection.

Sampling and gsialrequirements.

6 NYCRR 227-1.3: Compliance Certificat

40CFR 52.21, Subpart A: Compliancdiftztion

40 CFR Part 64: Compliance Certifaati
Emission Unit Level
36 6 NYCRR Subpart 201-6: Emission Pbietinition By Emission Unit

EU=G-00003
38 6 NYCRR 225-1.2 (d): Compliance Cexdifion
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6 NYCRR 225-1.2 (d): Compliance Cexdifion
6 NYCRR 225-2.4 (b): Compliance Cexdifion
6 NYCRR 227-1.2 (a) (4): Compliancetifieation
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6 NYCRR 227-1.5: Multiple fuels pauligte matter emission rate.

6 NYCRR 227-2.5 (b): Compliance Cexdifion
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ECL 19-0301: Contaminant List
6 NYCRR 201-1.4: Unavoidable noncommie and violations
6 NYCRR 211.2: Air pollution prohildte

Air Pollution Control Permit Conditions
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FEDERALLY ENFORCEABLE CONDITIONS
**xx Eacility Level ****

NOTIFICATION OF GENERAL PERMITTEE OBLIGATIONS
Theitemslisted below are not subject to the annual compliance certification
requirementsunder TitleV. Permittees may also have other obligations

under regulations of general applicability.

Item A: Emergency Defense- 6 NYCRR 201-1.5

An emergency constitutes an affirmativéedse to an action brought
for noncompliance with emissions limitations ormpi conditions for
all facilities in New York State.

(a) The affirmative defense of emergency shalidémonstrated through
properly signed, contemporaneous operating lagsther relevant
evidence that:

(1) An emergency occurred and that the faciligner and/or
operator can identify the cause(s) of the entarge

(2) The equipment at the permitted facility cagsthe
emergency was at the time being properly operated

(3) During the period of the emergency the facbwner and/or
operator took all reasonable steps to minimizelkwof emissions
that exceeded the emission standards, or otheireeeents in the
permit; and

(4) The facility owner and/or operator notifidgeetDepartment
within two working days after the event occurrélthis notice must
contain a description of the emergency, any dieEn to mitigate
emissions, and corrective actions taken.

(b) In any enforcement proceeding, the facilitynewand/or operator
seeking to establish the occurrence of an emeydasthe burden of
proof.

(c) This provision is in addition to any emergencyupset provision
contained in any applicable requirement.

Item B: Public Accessto Recordkeeping for TitleV Facilities- 6 NYCRR
201-1.10 (b)
The Department will make available to plblic any permit
application, compliance plan, permit, and monitgrand compliance
certification report pursuant to Section 503(e)hef Act, except for
information entitled to confidential treatment puant to 6 NYCRR
Part 616 - Public Access to records and Sectidiic) bf the Act.

Item C: Timely Application for the Renewal of TitleV Permits- 6 NYCRR
201-6.3 (a) (4)
Owners and/or operators of facilities hgvan issued Title V permit
shall submit a complete application at least 18@dbut not more
than eighteen months, prior to the date of peenpiration for

Air Pollution Control Permit Conditions
Renewal 1 Page 4 EXPIRED
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Permit ID: 8-5736-00004/00013 Facility DEC | D: 8573600004

permit renewal purposes.
Item D: Certification by a Responsible Official - 6 NYCRR 201-6.3 (d) (12)

Any application, form, report or compli@ncertification required to
be submitted pursuant to the federally enforcepbt&ons of this
permit shall contain a certification of truth, acacy and
completeness by a responsible official. This fiedtiion shall state
that based on information and belief formed aiasonable inquiry,
the statements and information in the documentraeg accurate, and
complete.

Item E: Requirement to Comply With All Conditions- 6 NYCRR 201-6.5 (a) (2)

The permittee must comply with all coratiis of the Title V facility
permit. Any permit non-compliance constitutes@ation of the Act
and is grounds for enforcement action; for peteritination,
revocation and reissuance, or modification; ordfienial of a permit
renewal application.

Item F: Permit Revocation, M odification, Reopening, Reissuance or
Termination, and Associated | nformation Submission Requirements - 6
NYCRR 201-6.5 (a) (3)
This permit may be modified, revoked, relopd and reissued, or
terminated for cause. The filing of a requesth®ypermittee for a
permit modification, revocation and reissuancdgamination, or of
a notification of planned changes or anticipatedaompliance does
not stay any permit condition.

Item G: Cessation or Reduction of Permitted Activity Not a Defense- 6 NYCRR
201-6.5 (a) (5)
It shall not be a defense for a permiite@n enforcement action to
claim that a cessation or reduction in the pesaditictivity would
have been necessary in order to maintain comgiaith the
conditions of this permit.

ltem H: Property Rights- 6 NYCRR 201-6.5 (a) (6)

This permit does not convey any propdghts of any sort or any
exclusive privilege.

tem I: Sever ability - 6 NYCRR 201-6.5 (a) (9)
If any provisions, parts or conditiongluit permit are found to be

invalid or are the subject of a challenge, theaieater of this
permit shall continue to be valid.

Item J: Permit Shield - 6 NYCRR 201-6.5 (g)
All permittees granted a Title V facilipermit shall be covered

under the protection of a permit shield, excepirasided under 6
NYCRR Subpart 201-6. Compliance with the condgiof the permit

Air Pollution Control Permit Conditions
Renewal 1 Page 5 EXPIRED



New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00013 Facility DEC | D: 8573600004

IltemK:

Renewal 1

shall be deemed compliance with any applicableirements as of the
date of permit issuance, provided that such aaplé&requirements
are included and are specifically identified ie ffermit, or the
Department, in acting on the permit applicatiomemision,
determines in writing that other requirements gpmadly identified

are not applicable to the major stationary sowsiod, the permit
includes the determination or a concise summaanetsf. Nothing
herein shall preclude the Department from revisingevoking the
permit pursuant to 6 NYCRR Part 621 or from ex@ngj its summary
abatement authority. Nothing in this permit sladtiér or affect the
following:

i.  The ability of the Department to seek tmrsuit on behalf

of the State of New York, or the Administratorsiek to bring suit
on behalf of the United States, to immediatelyregs any person
causing or contributing to pollution presentingimminent and
substantial endangerment to public health, welfarthe environment
to stop the emission of air pollutants causingantributing to such
pollution;

ii.  The liability of a permittee of the TitM facility for any
violation of applicable requirements prior to otte time of permit
issuance;

iii. The applicable requirements of Title IV ihle Act;

iv.  The ability of the Department or the Adisinator to obtain
information from the permittee concerning the iaptb enter,
inspect and monitor the facility.

Reopening for Cause- 6 NYCRR 201-6.5 (i)

This Title V permit shall be reopened aedsed under any of the
following circumstances:

i. If additional applicable requirements unttex Act become
applicable where this permit's remaining terninigé¢ or more years,

a reopening shall be completed not later than a8ths after
promulgation of the applicable requirement. Nohsteopening is
required if the effective date of the requiremisriaiter than the

date on which this permit is due to expire, untessoriginal permit

or any of its terms and conditions has been exgty the Department
pursuant to the provisions of Part 201-6.7 and &2i.

ii. The Department or the Administrator deteres that the permit
contains a material mistake or that inaccuratestants were made in
establishing the emissions standards or otherstermonditions of
the permit.

iii. The Department or the Administrator detares that the Title
V permit must be revised or reopened to assurgliante with
applicable requirements.

Air Pollution Control Permit Conditions
Page 6 EXPIRED
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ItemL:

Iltem M:

iv. If the permitted facility is an "affectedurce" subject to

the requirements of Title IV of the Act, and aduial requirements
(including excess emissions requirements) becgpkcable. Upon
approval by the Administrator, excess emissiofgedplans shall be
deemed to be incorporated into the permit.

Proceedings to reopen and issue Title V fagiléymits shall follow
the same procedures as apply to initial permitaisse but shall
affect only those parts of the permit for whiclusato reopen
exists.

Reopenings shall not be initiated before a naifcguch intent is
provided to the facility by the Department at tethgty days in
advance of the date that the permit is to be neegheexcept that
the Department may provide a shorter time pematié case of an
emergency.

Permit Exclusion - ECL 19-0305

The issuance of this permit by the Departiand the receipt thereof
by the Applicant does not and shall not be coestias barring,
diminishing, adjudicating or in any way affectiagy legal,
administrative or equitable rights or claims, @8, suits, causes

of action or demands whatsoever that the Depattmay have against
the Applicant for violations based on facts andwinstances alleged
to have occurred or existed prior to the effectlage of this

permit, including, but not limited to, any enfoneent action
authorized pursuant to the provisions of appliedbtieral law, the
Environmental Conservation Law of the State of Néwk (ECL) and
Chapter 111 of the Official Compilation of the Cesl, Rules and
Regulations of the State of New York (NYCRR). Tisguance of this
permit also shall not in any way affect pendinduture enforcement
actions under the Clean Air Act brought by thetehiStates or any
person.

Federally Enfor ceable Requirements - 40 CFR 70.6 (b)

All terms and conditions in this permitu&red by the Act or any
applicable requirement, including any provisiossigned to limit a
facility's potential to emit, are enforceable hg Administrator and
citizens under the Act. The Department has, i;ghrmit,
specifically designated any terms and condititwas &re not required
under the Act or under any of its applicable regmuients as being
enforceable under only state regulations.

MANDATORY FEDERALLY ENFORCEABLE PERMIT CONDITIONS
SUBJECT TO ANNUAL CERTIFICATIONSAT ALL TIMES

Thefollowing federally enfor ceable permit conditions are mandatory for all
TitleV permitsand are subject to annual compliance certification
requirementsat all times.

Renewal 1

Air Pollution Control Permit Conditions
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Condition 1: Acceptable Ambient Air Quality
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 200.6
Item 1.1:
Notwithstanding the provisions of 6 NYCRR Chaptér$ubchapter A, no person shall allow or
permit any air contamination source to emit airtagmnnants in quantities which alone or in
combination with emissions from other air contartiosrasources would contravene any
applicable ambient air quality standard and/or eaispollution. In such cases where
contravention occurs or may occur, the Commissishall specify the degree and/or method of
emission control required.

Condition 2: Fees
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (a) (7)
[tem 2.1:
The owner and/or operator of a stationary soured phy fees to the Department consistent

with the fee schedule authorized by ECL 72-0302.

Condition 3: Recor dkeeping and reporting of compliance monitoring
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 ()
[tem 3.1
The following information must be included in amguired compliance monitoring records and
reports:
(i) The date, place, and time of sampling or mezsents;
(ii) The date(s) analyses were performed;

(ii)The company or entity that performed the asaly,

(iv) The analytical techniques or methods useduiiclg quality assurance and quality control
procedures if required;

(v) The results of such analyses including qualggurance data where required; and

(vi) The operating conditions as existing at timeetiof sampling or measurement.

Any deviation from permit requirements must be diementified in all records and reports.
Reports must be certified by a responsible offidahsistent with Section 201-6.3 of this Part

201.

Condition 4: Monitoring, Related Recor dkeeping, and Reporting Requir ements.
Effective between the dates of 11/05/2007 and 11/04/2012

Air Pollution Control Permit Conditions
Renewal 1 Page 8 EXPIRED
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Applicable Federal Requirement:6 NYCRR 201-6.5 (c) (2)

Item 4.1:

Compliance monitoring and recordkeeping shall bedooted according to the terms and
conditions contained in this permit and shall fallall quality assurance requirements found in
applicable regulations. Records of all monitordzga and support information must be retained
for a period of at least 5 years from the datéefrhonitoring, sampling, measurement, report,
or application. Support information includes allilzaation and maintenance records and all
original strip-chart recordings for continuous moring instrumentation, and copies of all
reports required by the permit.

Condition 5: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (c) (3) (ii)

Item 5.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 5.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
To meet the requirements of this facitigrmit with respect to
reporting, the permittee must:

Submit reports of any required monitoring at aimum frequency

of

every 6 months, based on a calendar year repatimgdule. These

reports shall be submitted to the Department witl days after the

end of a reporting period. All instances of déwoias from permit

requirements must be clearly identified in sugsorés. All required

reports must be certified by the responsible @ffifor this

facility.

Notify the Department and report permit deviasi@md incidences

of

noncompliance stating the probable cause of saefations, and any

corrective actions or preventive measures takighere the underlying

applicable requirement contains a definition afrppt or otherwise

specifies a time frame for reporting deviatiohsit tdefinition or

time frame shall govern. Where the underlyingliggple requirement

fails to address the time frame for reporting d#wns, reports of

deviations shall be submitted to the permittinthatity based on the

following schedule:

(1) For emissions of a hazardous air pollufagtidentified in an
applicable regulation) that continue for more tharhour in excess
of permit requirements, the report must be madleinv4 hours of the
occurrence.

Air Pollution Control Permit Conditions
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seeks

Six

Renewal 1

(2) For emissions of any regulated air pollutentiuding those
listed in paragraph (1) of this section, that carg for more than
two hours in excess of permit requirements, tiperemust be made
within 48 hours.

(3) For all other deviations from permit requients, the report
shall be contained in the 6 month monitoring réepequired
above.

(4) This permit may contain a more stringenbrépg requirement
than required by paragraphs (1), (2) or (3) abdf/eore stringent
reporting requirements have been placed in thisiper exist in
applicable requirements that apply to this fagilihe more
stringent reporting requirement shall apply.

If above paragraphs (1) or (2) are met, the soomast notify the
permitting authority by telephone during normasioess hours at the
Regional Office of jurisdiction for this permititention Regional
Air Pollution Control Engineer (RAPCE) accordirmgthe timetable
listed in paragraphs (1) and (2) of this sectiBor deviations and
incidences that must be reported outside of nobmsiness hours, on
weekends, or holidays, the DEC Spill Hotline phaneber at
1-800-457-7362 shall be used. A written noticetified by a
responsible official consistent with 6 NYCRR P20t1-6.3(d)(12), must
be submitted within 10 working days of an occuceefor deviations
reported under (1) and (2). All deviations néed under
paragraphs (1) and (2) of this section must a¢swentified in the
6 month monitoring report required above.

The provisions of 6 NYCRR 201-1.4 shall applthé permittee

to have a violation excused unless otherwise dichiity regulation.

In order to have a violation of a federal regalat{such as a new
source performance standard or national emissiamslard for
hazardous air pollutants) excused, the specifieri@ regulation

must provide for an affirmative defense duringtst®, shutdowns,
malfunctions or upsets. Notwithstanding any rdkeeping and
reporting requirements in 6 NYCRR 201-1.4, repoftany deviations
shall not be on a less frequent basis than thartiag periods
described in paragraphs (1) and (4) above.

In the case of any condition contained in thisypewith a
reporting requirement of "Upon request by regulatmency" the
permittee shall include in the semiannual repstatement for each
such condition that the monitoring or recordkegpiras performed as
required or requested and a listing of all inséenaf deviations
from these requirements.

In the case of any emission testing performeéhdiuthe previous

month reporting period, either due to a requgghb Department,
EPA, or a regulatory requirement, the permittesdi shclude in the

Air Pollution Control Permit Conditions
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semiannual report a summary of the testing reaultisshall indicate
whether or not the Department or EPA has appravedesults.

All semiannual reports shall be submitted toAleninistrator (or

his or her representative) as well as two copigdhd Department
(one copy to the regional air pollution controgareer (RAPCE) in
the regional office and one copy to the BureaQuélity Assurance
(BQA) in the DEC central office). Mailing addressfor the above
referenced persons are contained in the monitaanglition for 6
NYCRR Part 201-6.5(e), contained elsewhere inghisnit.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMDRING DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 6: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (€)

[tem 6.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 6.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Requirements for compliance certificatiovith terms and conditions
contained in this facility permit include the foNing:

i. Compliance certifications shall contain:

- the identification of each term or conditiontbé permit that is
the basis of the certification;

- the compliance status;

- whether compliance was continuous or intermiften

- the method(s) used for determining the compéastatus of the
facility, currently and over the reporting pericohsistent with the
monitoring and related recordkeeping and reportiogirements of
this permit;

- such other facts as the Department may requidetermine the
compliance status of the facility as specifieautiry special permit
terms or conditions; and

- such additional requirements as may be speddiieelvhere in this
permit related to compliance certification.

ii. The responsible official must include in thenual certification
report all terms and conditions contained in gasmit which are
identified as being subject to certification, indihg emission
limitations, standards, or work practices. Thatlie provisions

Air Pollution Control Permit Conditions
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labeled herein as "Compliance Certification" anethe only
provisions of this permit for which an annual devation is
required.

iii. Compliance certifications shall be submittchually.
Certification reports are due 30 days after tha\amsary date of
four consecutive calendar quarters. The firsbreis due 30 days
after the calendar quarter that occurs just piadhe permit
anniversary date, unless another quarter hasdmeptable by the
Department.

iv. All compliance certifications shall be subtei to the
Administrator (or his or her representative) a#l a®two copies to
the Department (one copy to the regional air piolfucontrol

engineer (RAPCE) in the regional office and ongycio the Bureau of
Quality Assurance (BQA) in the DEC central officdlease send
annual compliance certifications to Chief of that®nary Source
Compliance Section, the Region 2 EPA represesetétivthe
Administrator, at the following address:

USEPA Region 2

Air Compliance Branch
290 Broadway

New York, NY 10007-1866

The address for the RAPCE is as follows:

6274 East Avon-Lima Road
Avon, NY 14414-9519

The address for the BQA is as follows:

NYSDEC

Bureau of Quality Assurance
625 Broadway

Albany, NY 12233-3258

Monitoring Frequency: ANNUALLY

Reporting Requirements: ANNUALLY (CALENDAR)
Reports due 30 days after the reporting period.

The initial report is due 1/30/2008.

Subsequent reports are due on the same day each yea

Condition 7: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 202-2.1

[tem 7.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 7.2:

Air Pollution Control Permit Conditions
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Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
Emission statements shall be submittedrdrefore April 15th each
year for emissions of the previous calendar y&atements are to
be mailed to: New York State Department of Enwnental
Conservation, Division of Air Resources, BureaofQuality
Planning, 625 Broadway, Albany NY 12233-3251

Monitoring Frequency: ANNUALLY
Reporting Requirements: ANNUALLY (CALENDAR)
Reports due by April 15th for previous calendarryea

Condition 8: Recor dkeeping requirements
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 202-2.5

[tem 8.1:
(a) The following records shall be maintaineddoteast five years:

(2) a copy of each emission statement submittédetalepartment; and

(2) records indicating how the information subedtin the emission
statement was determined, including any calculatidata, measurements, and estimates used.

(b) These records shall be made available at thktyao the representatives of the
department upon request during normal businesshour

Condition 9: Open Fires Prohibited at Industrial and Commercial Sites
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR Part 215

[tem 9.1
No person shall burn, cause, suffer, allow or peting burning in an open fire of garbage,
refuse, rubbish for salvage, or rubbish generayeiddustrial or commercial activities.

MANDATORY FEDERALLY ENFORCEABLE PERMIT CONDITIONS
SUBJECT TO ANNUAL CERTIFICATIONSONLY IF APPLICABLE

Thefollowing federally enfor ceable per mit conditions are mandatory for all
TitleV permitsand are subject to annual compliance certification
requirementsonly if effectuated during the reporting period.

[NOTE: The corresponding annual compliance certification for

those conditions not effectuated during the reporting period shall

be specified as" not applicable” .]

Condition 10: M aintenance of Equipment

Air Pollution Control Permit Conditions
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Effective between the dates of 11/05/2007 and 11/04/2012
Applicable Federal Requirement:6 NYCRR 200.7

[tem 10.1:

Any person who owns or operates an air contaminatarce which is equipped with an
emission control device shall operate such dewvickekaep it in a satisfactory state of
maintenance and repair in accordance with ordiaad/necessary practices, standards and
procedures, inclusive of manufacturer's specificetj required to operate such device
effectively.

Condition 11: Recycling and Salvage
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-1.7

[tem 11.1:

Where practical, any person who owns or operatesrarontamination source shall recycle or
salvage air contaminants collected in an air clegadievice according to the requirements of the
ECL.

Condition 12: Prohibition of Reintroduction of Collected Contaminantsto the air
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-1.8

[tem 12.1:

No person shall unnecessarily remove, handle @ectube handled, collected air contaminants
from an air cleaning device for recycling, salvagelisposal in a manner that would reintroduce
them to the outdoor atmosphere.

Condition 13: Exempt Sour ces - Proof of Eligibility
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-3.2 (a)

[tem 13.1:

The owner and/or operator of an emission souramibthat is eligible to be exempt may be
required to certify that it operates within the dfie criteria described in this Subpart. The
owner or operator of any such emission source masttain all required records on-site for a
period of five years and make them available toasgntatives of the department upon request.
Department representatives must be granted aarasy facility which contains emission
sources or units subject to this Subpart, duringnab operating hours, for the purpose of
determining compliance with this and any othere&tatd Federal air pollution control
requirements, regulations, or law.

Condition 14: Trivial Sources - Proof of Eligibility
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-3.3 (a)

Item 14.1:

Air Pollution Control Permit Conditions
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The owner and/or operator of an emission souramibtthat is listed as being trivial in this Part
may be required to certify that it operates witthia specific criteria described in this Subpart.
The owner or operator of any such emission sourcgt maintain all required records on-site for
a period of five years and make them availablepresentatives of the department upon
request. Department representatives must be grantess to any facility which contains
emission sources or units subject to this Subgdartng normal operating hours, for the purpose
of determining compliance with this and any othe&xt&and Federal air pollution control
requirements, regulations, or law.

Condition 15: Standard Requirement - Provide Information
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (a) (4)

Item 15.1:

The owner and/or operator shall furnish to the depent, within a reasonable time, any
information that the department may request inimgito determine whether cause exists for
modifying, revoking and reissuing, or terminatihg permit or to determine compliance with
the permit. Upon request, the permittee shall alsdsh to the department copies of records
required to be kept by the permit or, for inforroatclaimed to be confidential, the permittee
may furnish such records directly to the admintstralong with a claim of confidentiality, if the
administrator initiated the request for informatmmotherwise has need of it.

Condition 16: General Condition - Right to Inspect
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (a) (8)
Item 16.1:
The department or an authorized representativé Ilshalllowed upon presentation of credentials
and other documents as may be required by law to:
(i) enter upon the permittee's premises whereilitfegubject to the permitting requirements of
this Subpart is located or emissions-related agtisiconducted, or where records must be kept

under the conditions of the permit;

(if) have access to and copy, at reasonable tiamstecords that must be kept under the
conditions of the permit;

(iii) inspect at reasonable times any emissioneajrequipment (including monitoring and air
pollution control equipment), practices, and opereat regulated or required under the permit;
and

(iv) sample or monitor at reasonable times substoc parameters for the purpose of assuring
compliance with the permit or applicable requiretaen

Condition 17: Standard Requirements - Progress Reports
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (d) (5)

Item 17.1:

Air Pollution Control Permit Conditions
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Progress reports consistent with an applicabledsdbeof compliance are to be submitted at
least semiannually, or at a more frequent periggécified in the applicable requirement or by
the department. Such progress reports shall cotitaifollowing:

(i) dates for achieving the activities, milestormscompliance required in the schedule of
compliance, and dates when such activities, mitest@r compliance were achieved; and

(ii) an explanation of why any dates in the schediflcompliance were not or will not be met,
and any preventive or corrective measures adopted.

Condition 18: Off Permit Changes
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 201-6.5 (f) (6)

[tem 18.1:

No permit revision will be required for operatinganges that contravene an express permit
term, provided that such changes would not vicdgiglicable requirements as defined under this
Part or contravene federally enforceable monitofingluding test methods), recordkeeping,
reporting, or compliance certification permit terarsl conditions. Such changes may be made
without requiring a permit revision, if the changee not modifications under any provision of
title | of the act and the changes do not exceectthissions allowable under the permit
(whether expressed therein as a rate of emissioinsterms of total emissions) provided that the
facility provides the administrator and the depa&mntwith written notification as required below
in advance of the proposed changes within a minimfiseven days. The facility owner or
operator, and the department shall attach eachrmtate to their copy of the relevant permit.

(i) For each such change, the written notificatiequired above shall include a brief description
of the change within the permitted facility, thealan which the change will occur, any change
in emissions, and any permit term or condition thaio longer applicable as a result of the
change.

(ii) The permit shield described in section 6 NYRR01-6.6 shall not apply to any change
made pursuant to this paragraph.

Condition 19: Required Emissions Tests
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 202-1.1

[tem 19.1:

For the purpose of ascertaining compliance or rammpdiance with any air pollution control
code, rule or regulation, the commissioner may ireghe person who owns such air
contamination source to submit an acceptable tefaneasured emissions within a stated time.
Such person shall bear the cost of measuremenirapdring the report of measured emissions.
Failure of such person to submit a report acceptttbthe commissioner within the time stated
shall be sufficient reason for the commissionesuspend or deny a certificate to operate.

Condition 20: Visible Emissions Limited
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 211.3

Air Pollution Control Permit Conditions
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[tem 20.1:

Except as permitted by a specific part of this $ialpter and for open fires for which a restricted
burning permit has been issued, no person shakcauallow any air contamination source to
emit any material having an opacity equal to oatgethan 20 percent (six minute average)
except for one continuous six-minute period perrlafunot more than 57 percent opacity.

Condition 21: Accidental release provisions.
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:40 CFR Part 68

[tem 21.1:
If a chemical is listed in Tables 1,2,3 or 4 of@BR §68.130 is present in a process in quantities
greater than the threshold quantity listed in Taldl2,3 or 4, the following requirements will

apply:
a) The owner or operator shall comply with the imns of 40 CFR Part 68 and;

b) The owner or operator shall submit at the tihpermit issuance (if not previously
submitted) one of the following, if such quantita® present:

1) A compliance schedule for meeting the requirdsmen40 CFR Part 68 by the date provided
in 40 CFR §68.10(a) or,

2) A certification statement that the source isompliance with all requirements of 40 CFR
Part 68, including the registration and submissibtine Risk Management Plan. Information
should be submitted to:

Risk Management Plan Reporting Center
C/O CSsC

8400 Corporate Dr

Carrollton, Md. 20785

Condition 22: Recycling and Emissions Reduction
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:40CFR 82, Subpart F

[tem 22.1:
The permittee shall comply with all applicable pgeions of 40 CFR Part 82.

Thefollowing conditions are subject to annual compliance certification
requirementsfor TitleV permitsonly.

Condition 23: Emission Unit Definition
Effective between the dates of 11/05/2007 and 11/04/2012

Air Pollution Control Permit Conditions
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Item 23.1:

Applicable Federal Requirement:6 NYCRR Subpart 201-6

The facility is authorized to perform regulated ggseses under this permit for:
Emission Unit: G-00003
Emission Unit Description:

Item 23.2:

Emission unit 3 consists of two Babcock\8lson dry bottom wall
fired pulverized coal boilers rated at 380 mmBTU/fhe boilers (4
and 5) fire mainly bituminous coal, but can alsworbclean wood and
natural gas. Number 2 oil and diesel fuel arel dsestartup and
flame stabilization as needed. Particulate corgrprovided by a
multiclone mechanical particulate collector, aycab electrostatic
precipitator. Unit 3 is sometimes operated agalgonous
condenser, rather than as a generating unitiignriode, the
generator acts like a motor, absorbing power fitoengrid and helping
smooth out sudden changes in system voltage cdwyselthnges in
demand. The spinning generator causes the turbisigin, and
cooling steam is needed to prevent damage taithae. The small
amount of steam needed for this is supplied byibgrfuel oil in
boilers 4 and 5.

Building(s): BOILER

The facility is authorized to perform regulated ggsses under this permit for:
Emission Unit: G-00004
Emission Unit Description:

Item 23.3:

Combustion Engineering dry bottom, tangigtfired pulverized coal
boiler rated at 1,117 mmbtu/hr maximum heat inpithe boiler burns
bituminous coal as its primary fuel, with a vayief other fuels

(clean wood, wood waste from a furniture manufidatuprocess,
natural gas) also permitted. No. 2 fuel oil, dlégel, or kerosene

are used for startup and flame stabilization. Bbiker is equipped
with over-fire air, SNCR, and SCR to control NOrissions, activated
carbon injection to control mercury emissions, arspray dry reactor
and a baghouse to control sulfur dioxide and palgte emissions.

Building(s): BOILER

The facility is authorized to perform regulated ggeses under this permit for:
Emission Unit: G-00005
Emission Unit Description:

Renewal 1

The solid fuel handling system, includthg coal storage pile, the
wood storage pile, the wood hammer mill, the emdbading building,
the reclaim hopper, and the conveyance systenthdazoal and wood.
All potential emissions from this unit are fugéi; and there are no
emission unit specific applicable requirements.

Building(s): CPILE1
WDBRN
WOODPILE

Air Pollution Control Permit Conditions
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YARD

Item 23.4:
The facility is authorized to perform regulated ggsses under this permit for:
Emission Unit: G-00006
Emission Unit Description:
The ash handling system, which consists ff ash storage silo,
the ash disposal landfill. Collected fly ash iepmatically
conveyed to the fly ash storage silo, (which isipged with a
baghouse), and then mixed with water in a pug pnitir to being
transported by truck to the on-site ash dispasalfill, where it is
dumped, graded, compacted and then covered. rBaish from the
boilers is quenched and pumped to a settling p&ettled ash is
periodically dredged and placed in a pile to defolbe reuse for road
traction purposes, under a beneficial use detextioim (BUD.) The
flyash storage silo vent is exempt under 6 NYCRRIP 201-3.2(c)(27).
All other potential emissions from this unit atgitives and there
are no emission unit specific requirements.

Building(s): LNDFL1
YARD

[tem 23.5:
The facility is authorized to perform regulated ggsses under this permit for:
Emission Unit: G-00007
Emission Unit Description:
The Lime Hydrating System, for the flues gkesulfurization system.
Quicklime is delivered by truck and pneumaticalhljoaded to a
storage silo (equipped with a bin vent filter)dahen transferred
to the lime hydrator via belt conveyor where itrixed with water,
and then discharged through a screw feeder andfarred to the air
classifier via bucket elevator. Classified hyddaiaterial is
pneumatically transferred to a storage silo eceippith a bin vent
filter. This is then used as feed for the flus dasulfurization
system circulating dry scrubber (CDS.) Oversimederial is
recirculated to the hydrator and grit is removed disposed of. The
lime hydrator is equipped with a wet scrubber, tredair classifier
has a bag house. The quicklime and hydrateddiomage silos are
exempt under 6 NYCRR PART 201-3.2(c)(27).

Building(s): BOILER

Item 23.6:
The facility is authorized to perform regulated ggeses under this permit for:
Emission Unit: G-00008
Emission Unit Description:
Process operations associated with theagurea system.

Building(s): BOILER

Condition 24: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Air Pollution Control Permit Conditions
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Applicable Federal Requirement:6 NYCRR 225-1.8

[tem 24.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 24.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
An owner or operator of a facility whichrphases and fires coal
and/or oil shall submit reports to the commissiaguntaining fuel
analysis data, information on the quantity offilnd received,
burned, and results of any stack sampling, stamkitoring and any
other procedures to ensure compliance with theigioms of 6 NYCRR
Part 225-1. All records shall be available foniaimum of three
years.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNDRING DESCRIPTION
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 25: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.3 (b)

[tem 25.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 25.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROEWICE
PARAMETERS AS SURROGATE
Monitoring Description:
Each piece of equipment which fires Wé#atel A shall demonstrate,
at a minimum, 99% combustion efficiency.

Parameter Monitored: COMBUSTION EFFICIENCY
Lower Permit Limit: 99 percent

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 26: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Air Pollution Control Permit Conditions
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Applicable Federal Requirement:6 NYCRR 225-2.4 (b)

Item 26.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 26.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: WORK PRACTICE INVOLVING SPECIFICERERATIONS
Monitoring Description:
The maximum concentration of lead in tteeste fuel shall not exceed
250 parts per million.

Work Practice Type: PARAMETER OF PROCESS MATERIAL

Process Material: WASTE OIL

Parameter Monitored: CONCENTRATION

Upper Permit Limit: 250.0 parts per million by igjlet

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MAREAL CHANGE

Averaging Method: MAXIMUM - NOT TO BE EXCEEDED AT RY TIME
(INSTANTANEOUS/DISCRETE OR GRAB)

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 27: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.4 (b)

tem 27.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 27.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: WORK PRACTICE INVOLVING SPECIFICERERATIONS
Monitoring Description:
The minimum fuel heat content of the waskshall be at least
125,000 BTU/gallon on fuel.

Work Practice Type: PARAMETER OF PROCESS MATERIAL

Process Material: WASTE OIL

Parameter Monitored: HEAT CONTENT

Lower Permit Limit: 125000.0 British thermal ujper gallon

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MAREAL CHANGE

Averaging Method: MINIMUM - NOT TO FALL BELOW STATE VALUE AT ANY
TIME

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Air Pollution Control Permit Conditions
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Condition 28: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.4 (b)

[tem 28.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 28.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: WORK PRACTICE INVOLVING SPECIFICERERATIONS
Monitoring Description:
The total concentration of polychlorinatéghenyls (PCBs) shall not
exceed 50 parts per million.

Work Practice Type: PARAMETER OF PROCESS MATERIAL

Process Material: WASTE OIL

Parameter Monitored: CONCENTRATION

Upper Permit Limit: 49.99 parts per million by igjlet

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MAREAL CHANGE

Averaging Method: MAXIMUM - NOT TO BE EXCEEDED AT NY TIME
(INSTANTANEOUS/DISCRETE OR GRAB)

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 29: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.4 (b)

[tem 29.1:
The Compliance Certification activity will be perfoed for the Facility.

[tem 29.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: WORK PRACTICE INVOLVING SPECIFICERERATIONS
Monitoring Description:
The maximum concentration of sulfur in teste fuel shall not
exceed the limit cited below.

Work Practice Type: PARAMETER OF PROCESS MATERIAL

Process Material: WASTE OIL

Parameter Monitored: SULFUR CONTENT

Upper Permit Limit: 50 percent by weight

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MAREAL CHANGE

Averaging Method: MAXIMUM - NOT TO BE EXCEEDED AT NY TIME
(INSTANTANEOUS/DISCRETE OR GRAB)

Air Pollution Control Permit Conditions
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Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 30: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.7 (a)

tem 30.1:
The Compliance Certification activity will be perfoed for the Facility.

Item 30.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
As required the facility shall sample, lgma, and measure all
guantities of waste fuel received and/or firethatfacility.

Emissions and/or operations monitoring shall bedcated in a manner

suitable to the representative of the commissioiide facility

shall maintain records of quantities of waste Bieéceived and the
names and addresses of waste Fuel B supplietisrém calendar
years.

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MAREAL CHANGE
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 31: Availability of recordsfor Department inspection.
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.7 (d)

Item 31.1:

Any person required to maintain and retain recpusuant to this section must make such
records available for inspection by the commisgiameéhis representative during normal
business hours. Such person(s) must furnish copigsch records to the commissioner or his

representative upon request.

Condition 32: Sampling and analysisrequirements.
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.7 (€)

Item 32.1:

Sampling and analysis of waste fuel samples musthb&d out in accordance with methods

acceptable to the commissioner.

Air Pollution Control Permit Conditions
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Condition 33: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.3

[tem 33.1:
The Compliance Certification activity will be perfoed for the Facility.

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

[tem 33.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
The facility shall abide by the terms ohsent order
#CQO7-20040913-4. Opacity shall be recorded, oozt and reported as
per the above order, and fines shall be leviedraicg to the
stipulated provisions therein.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING DESCRIPTION
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 34: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:40CFR 52.21, Subpart A

[tem 34.1:
The Compliance Certification activity will be perfoed for the Facility.

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 34.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES

Monitoring Description:
The facility shall abide by the terms ohsent order 05 CV 6014
CJS(P), and all subsequent modifications to thairements therein,
as approved by the Albany Division of Legal Aflaand the New York
State Attorney General's office. This permit Ehalmodified after
the final proposed Sulfur Dioxide emission rated the final
proposed NOx emission rates have been submityedlElS, and approved
the the Department and by the State Attorney Gnédrthe permit
modification shall incorporate these new emiséimits, as well as

Air Pollution Control Permit Conditions
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any other operating or emission parameters otdianising from the
activities performed under the above order.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNDRING DESCRIPTION
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 35: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:40 CFR Part 64

[tem 35.1:
The Compliance Certification activity will be perfoed for the Facility.

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

[tem 35.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES

Monitoring Description:
For unit 3, CAM requirements for partidels.shall be fulfilled
through the continuous monitoring of opacity asraficator of
satisfactory ESP function. Opacity of less th@fo2except for one
six-minute period per hour of up to 27%, shaltbesidered to be an
acceptable range of ESP performance. Opacitydass of that range
shall prompt corrective action, beginning witheaaluation of the
opacity data, and other operational parameteis asi@rimary and
secondary ESP voltages and currents, and spadiest ESP problems
shall be identified and resolved in a timely manne

For unit 4, CAM requirements for particulates sbal fulfilled

through the continuous monitoring of opacity asraficator of
baghouse function. An increase in opacity tovalleutside of the
normal, long term operating range shall promptexiive action,
beginning with an evaluation of the opacity data] including
baghouse operating parameters such as inlet/¢entgterature and
pressure differential. Baghouse problems shaitlertified and
resolved in a timely manner. A stack test fotipafates shall be
performed by January 20, 2008, in acord with apgddEPA procedures
in 40CFR60, Appendix A.

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNDRING DESCRIPTION
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 45 days after the reporting period.

The initial report is due 2/14/2008.

Subsequent reports are due every 6 calendar manth(s
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**** Emission Unit Level ****

Condition 36: Emission Point Definition By Emission Unit
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 36.1:
The following emission points are included in thexmit for the cited Emission Unit:

Emission Unit:  G-00004

Emission Point: 00004
Height (ft.): 227 Diameter (in.): 156
NYTMN (km.): 4727.002 NYTME (km.): 340.321  BuildinBOILER

Iltem 36.2:
The following emission points are included in thexymit for the cited Emission Unit:

Emission Unit:  G-00007

Emission Paoint: 00071
Height (ft.): 88 Diameter (in.): 16
NYTMN (km.): 4727.032 NYTME (km.): 340.366  BuildjpBOILER

Emission Paoint: 00072
Height (ft.): 133 Length (in.): 108 Width (in.)0&
NYTMN (km.): 4727.04 NYTME (km.): 340.389  Buildin®OILER

Condition 37: Process Definition By Emission Unit
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR Subpart 201-6

[tem 37.1:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P41 Source Classification Chet-002-02

Process Description:
Emission source b0004 fires bituminoud esdts primary baseline
fuel (0-100% by weight of total fuel entering theiler). Particulate
matter emissions are controlled by the use of lictane mechanical
collector and an electrostatic precipitator anéisoeed (when
requested by dec) at emission point 00003. Sdifwide emissions
are controlled by limiting the sulfur content béttotal fuel. NOx
emissions are controlled through good combustiactites. NOx limits
on a system-wide basis are established in tleeltiNOx compliance
plan. Sulfur dioxide and NOx emissions are measbyethe continuous
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emission monitoring system on emission point 00003

Emission Source/Control: B0004 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MC004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.2:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P42 Source Classification Cel#t-005-01

Process Description:
Emission source B0O004 uses no. 2 fued®i startup fuel and for
flame stabilization. It is used on an as-needeiisb@here are no
specific fuel oil controls for sulfur dioxide oitrogen oxides
emissions. When operating as a generator, sulfsidt and nitrogen
oxides emissions are measured by the continuoissiem monitoring
system on emission point 00003; when operatedsgachronous
condenser, sulfur dioxide and nitrogen oxides siois are measured
by alternative methods detailed in the Greenidgéd CEM
monitoring plan.

Emission Source/Control: B0004 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MCO004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Iltem 37.3:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P43 Source Classification Chet-013-02

Process Description:
Emission source BO004 is permitted to fieste oil. It is used on
an occasional basis. When waste oil only is béied, the
electrostatic precipitators are not energized. ieeipitators are
energized, however, when waste oil is being buaiedg with baseline
fuels. Emission source B0004 is limited to burnivaste oil at a
maximum rate of 5 gallons per minute. The wadtenast meet the
specifications of 6 NYCRR 225-2. When operatingagnerator, sulfur
dioxide and nitrogen oxides emissions are meadweke continuous
emission monitoring system on emission point 00®@&n operated as a
synchronous condenser, sulfur dioxide and nitragedes emissions
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are measured by alternative methods detaileceiGtieenidge Station
CEM monitoring plan.

Emission Source/Control: B0004 - Comiaumst
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MC004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.4:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003
Process: P44 Source Classification Cthel#2-002-02
Process Description:
Burning of sub-bituminous (reduced sulftwal as a supplemental
fuel at up to 30% by weight entering the boilelOB8 (boiler 4.)

Emission Source/Control: B0004 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MC004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

[tem 37.5:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003
Process: P45 Source Classification Cel#t-002-03
Process Description:
Emission source BO004 is permitted to diean unadulterated wood
as a primary baseline fuel (0-100% by weight tdltéuel entering
the boiler). Particulate matter emissions arerctied by the use of
a multiclone mechanical collector and an elecatisprecipitator
and measured (when requested by DEC) at emissioh@003. Sulfur
dioxide emissions are controlled by limiting thdfigr content of the
total fuel. Nitrogen oxides emissions are conéwlihrough good
combustion practices. Nitrogen oxides limits ®ystem-wide basis
are established in the title 1 NOx compliance p&uifur dioxide and
nitrogen oxides emissions are measured by théncmnts emission
monitoring system on emission point 00003.

Emission Source/Control: B0004 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
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Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MC004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.6:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P49 Source Classification Ce#t-005-01

Process Description:
Emission source B0O004 uses diesel fual startup fuel and for
flame stabilization. It is used on an as-needeiikbahere are no
specific diesel fuel controls for sulfur dioxidermtrogen oxides
emissions. When operating as a generator, sulfsict and nitrogen
oxides emissions are measured by the continuoissiem monitoring
system on emission point 00003; when operatedsgachronous
condenser, sulfur dioxide and nitrogen oxides siois are measured
by alternative methods detailed in the Greenidgton CEM
monitoring plan.

Emission Source/Control: B0004 - Comiaust
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MCO004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

[tem 37.7:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P4A Source Classification Cde@1-012-01

Process Description:
Emission source BO004 is permitted to ieeste wood product from
laminated particle board furniture manufacturinggesses with coal,
sub-bitumnous coal and/or clean unadulterated vebaghto 30% by
weight of total fuel entering the boiler. Partitd matter emissions
are controlled by the use of a multiclone mechargollector and an
electrostatic precipitator and measured (whenestga by DEC) at
emission point 00003. Sulfur dioxide emissionsamatrolled by
limiting the sulfur content of the total fuel. Kigen oxides
emissions are controlled through good combustractizes. Nitrogen
oxides limits on a system-wide basis are estaddish the title 1
NOx compliance plan. Sulfur dioxide and nitrogeiides emissions are
measured by the continuous emission monitorinteRy®n emission
point 00003.

Emission Source/Control: B0004 - Comiaumst
Design Capacity: 380 million Btu per hou
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Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MC004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.8:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P4X Source Classification Cad@1-003-04

Process Description:
Emission source BO004 is permitted to dineariety of fuels in
various mixtures; the individual fuels and any laggble limits
regarding their use are described separatelyceBsoP4X has been
created to calculate emissions for the variougures. Processes P41
and P45 can be combusted alone or in any combmai4A can be
combusted (with certain limits as detailed inpinecess description)
with any combination of P41/P45. Because thegsses are not
mutually exclusive, it is appropriate to creatoabined process
description.

Emission Source/Control: B0004 - Comiaurst
Design Capacity: 380 million Btu per hou

Emission Source/Control: ESPO04 - Control
Control Type: ELECTROSTATIC PRECIPITATOR

Emission Source/Control: MCO004 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

[tem 37.9:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P51 Source Classification Cael¥t-002-02

Process Description:
Emission source BO0O5 fires bituminous esats primary baseline
fuel (0-100% by weight of total fuel entering theiler). Particulate
matter emissions are controlled by the use of lictane mechanical
collector and an electrostatic precipitator anésoeed (when
requested by DEC) at emission point 00003. Sdlifoxide emissions
are controlled by limiting the sulfur content béttotal fuel.
Nitrogen oxides emissions are controlled througbdycombustion
practices. Nitrogen oxides limits on a system-viadsis are
established in the title 1 nox compliance plarfuswdioxide and
nitrogen oxides emissions are measured by théncmnts emission
monitoring system on emission point 00003.

Emission Source/Control: B0005 - Comiaumst
Design Capacity: 380 million Btu per hou
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Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.10:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P52 Source Classification Ce#t-005-01

Process Description:
Emission source BO005 uses no. 2 fued®i startup fuel and for
flame stabilization. It is used on an as-needeiikbahere are no
specific fuel oil controls for sulfur dioxide oitrogen oxides
emissions. When operating as a generator, suficet and nitrogen
oxides emissions are measured by the continuoissiem monitoring
system on emission point 00003; when operatedsgachronous
condenser, sulfur dioxide and nitrogen oxides siois are measured
by alternative methods detailed in the Greenidgton CEM
monitoring plan.

Emission Source/Control: B0005 - Comiaumst
Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.11:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P53 Source Classification Ce#t-013-02

Process Description:
Emission source BO0O05 is permitted to Vieeste oil. It is used on
an occasional basis. When waste oil only is béied, the
electrostatic precipitators are not energized. Jieeipitators are
energized, however, when waste oil is being buaiedg with baseline
fuels. Emission source B00O05 is limited to burnivaste oil at a
maximum rate of 5 gallons per minute. The wadtenast meet the
specifications of 6 NYCRR 225-2. There are no #jgecontrols for
sulfur dioxide or nitrogen oxides emissions. Wbeerating as a
generator, sulfur dioxide and nitrogen oxides sioiss are measured
by the continuous emission monitoring system oisgion point 00003;
when operated as a synchronous condenser, sigiide and nitrogen
oxides emissions are measured by alternative misttietailed in the
Greenidge station CEM monitoring plan.

Emission Source/Control: B0005 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION
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Iltem 37.12:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003
Process: P54 Source Classification Che#2-002-02
Process Description:
Burning of sub-bituminous coal at up t&3By weight in emission
source B0O0O5 (boiler 5.)

Emission Source/Control: B0005 - Comiaust
Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Iltem 37.13:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P55 Source Classification Chel¥t-009-03

Process Description:
Emission source BO0O05 is permitted torcleaadulterated wood as a
primary baseline fuel (0-100% by weight of totaff entering the
boiler). Particulate matter emissions are corgrblly the use of a
multiclone mechanical collector and an electrisiatecipitator and
measured (when requested by DEC) at emission PoD@23. Sulfur
dioxide emissions are controlled by limiting thdfigr content of the
total fuel. Nitrogen oxides emissions are contlthrough good
combustion practices. Nitrogen oxides limits @ystem-wide basis
are established in the title 1 NOx compliance p&uifur dioxide and
nitrogen oxides emissions are measured by théncmnts emission
monitoring system on emission point 00003.

Emission Source/Control: B0005 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.14:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P59 Source Classification Che¥t-005-01

Process Description:
Emission source BO005 uses diesel fual startup fuel and for
flame stabilization. It is used on an as-needeisb@here are no
specific diesel fuel controls for sulfur dioxideratrogen oxides
emissions. When operating as a generator, sulfidt and nitrogen
oxides emissions are measured by the continuoissiem monitoring
system on emission point 00003; when operatedsgachronous
condenser, sulfur dioxide and nitrogen oxides simis are measured
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by alternative methods detailed in the Greenidgé@® cem
monitoring plan.

Emission Source/Control: B0005 - Comimunst
Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.15:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P5A Source Classification Cad@1-012-01

Process Description:
Emission source B0O005 is permitted to tfire waste wood product
from laminated particle board furniture manufaictgmprocesses with
coal, sub-bituminous coal and/or clean unadukeratood at up to 30%
by weight of total fuel entering the boiler. Pauntate matter
emissions are controlled by the use of a multielorechanical
collector and an electrostatic precipitator anéisoeed (when
requested by DEC) at emission point 00003. Sdlifoxide emissions
are controlled by limiting the sulfur content béttotal fuel.
Nitrogen oxides emissions are controlled throughdycombustion
practices. Nitrogen oxides limits on a system-viadsis are
established in the title 1 NOx compliance planfiBuioxide and
nitrogen oxides emissions are measured by théncants emission
monitoring system on emission point 00003.

Emission Source/Control: B0005 - Comiaumst
Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.16:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00003

Process: P5X Source Classification Cad@1-003-04

Process Description:
Emission source BOO5 is permitted to éireariety of fuels in
various mixtures; the individual fuels and anylaggble limits
regarding their use are described separatelyceBsoP5X has been
created to calculate emissions for the variougures. Processes
P51 and P55 can be combusted alone or in any catidri; P5A can be
combusted (within certain limits as detailed ia grocess
description) with any combination of P51/P55. &ese the processes
are not mutually exclusive, it is appropriate teate a combined
process description.

Emission Source/Control: B0005 - Comimurst
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Design Capacity: 380 million Btu per hou

Emission Source/Control: MCO005 - Control
Control Type: MULTIPLE CYCLONE W/O FLY ASHNJECTION

Item 37.17:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P61 Source Classification Cheit-002-02

Process Description:
Emission source BO0O06 fires bituminous esats primary baseline
fuel (0-100% by weight of total fuel entering theiler). Nitrogen
oxides emissions are controlled through the useveffire air
combustion practices in conjunction with selectiea -catalytic
reduction (SNCR) and selective catalytic reduc{®®8R). After the
emissions limits in 6NYCRR, Part 246 take eff@egrcury emissions
will be controlled using powdered activated carbgaction as needed
to achieve such limits. Sulfur dioxide emissians controlled using
a circulating dry scrubber (CDS.) Particulatdétaraemissions are
controlled by the use of a baghouse. Sulfur diexnd nitrogen
oxides emissions are measured by the continuoissiems monitoring
system (CEMS) on emission point 00004. Partieutaatter emissions
are measured by stack testing on emission poldd400

Emission Source/Control: B0006 - Comimunst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDUTION (SNCR)

Emission Source/Control: OFAO06 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION

Item 37.18:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-00004
Process: P62 Source Classification Che¥t-005-01
Process Description:

Air Pollution Control Permit Conditions
Renewal 1 Page 34 EXPIRED



New York State Department of Environmental Conservation
Per mit 1D: 8-5736-00004/00013 Facility DEC | D: 8573600004

Emission source BO0006 uses no. 2 fue®i startup fuel and for

flame stabilization. It is used on an as needwsisb Particulate

matter emission are controlled by the use of dabage. There are no
specific fuel oil controls for sulfur dioxide oitrogen oxides

emissions. Sulfur dioxide and nitrogen oxidesssions are measured
by the continuous emissions monitoring system (SEbh emission point

00004.

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Item 37.19:

This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P63 Source Classification Chel¥t-013-02

Process Description:
Emission source B0O006 is permitted to Vireeste oil. It is used on
an occasional basis. Emission source B0O006 itelihto burning
waste oil at a maximum rate of 5 gallons per n@nuthe waste oil

must meet the specifications of 6 NYCRR part 22B&ticulate matter

emissions are controlled by the use of a baghoWdeen waste oil
only is being fired, there are no specific emissiontrols for
nitrogen oxides and sulfur dioxide. However, wiaste oil is being
burned along with baseline fuels, the nitrogemesiand sulfur
dioxide emission control systems are in use. Usulioxide and
nitrogen oxides emissions are measured by théncmnts emissions
monitoring system (CEMS) on emission point 00004.

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDCUTION (SNCR)

Emission Source/Control: OFAOQ6 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION
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Item 37.20:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P64 Source Classification Cheit-002-02

Process Description:
Emission source B0O006 is permitted to $wb-bituminous (reduced
sulfur) coal as a supplemental fuel at up to 3@eight of the
total fuel entering the boiler. Nitrogen oxidesissions are
controlled through the use of overfire air commrspractices in
conjunction with selective non-catalytic reduct{@NCR) and
selective catalytic reduction (SCR). After theiggions limits in
B6NYCRR part 246 take effect, mercury emissions lvél controlled
using powdered activated carbon injection as niémlachieve such
limits. Sulfur dioxide emissions are controllezing a circulating
dry scrubber system (CDS.) Particulate mattessions are
controlled by the use of a baghouse. Sulfur diexind nitrogen
oxides emissions are measured by the continuoissiems monitoring
system (CEMS) on emission point 00004. Partieutaatter emissions
are measured by stack testing (when requestedi3PDEC) on emission
point 00004.

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDUTION (SNCR)

Emission Source/Control: OFAOQ6 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION

Item 37.21:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00004
Process: P65 Source Classification Cheit-009-03
Process Description:
Emission source B0O006 is permitted to diean unadulterated wood
as a supplement to bituminous coal (% by weighotaf fuel entering
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the boiler otherwise unrestricted). Nitrogen @s@missions are
controlled through the use of overfire air comtrspractices in
conjunction with selective non-catalytic reduct{@NCR) and
selective catalytic reduction (SCR). After theigsions limits in
B6NYCRR part 246 take effect, mercury emissionslvél controlled
using powdered activated carbon injection as retéalachieve such
limits. Sulfur dioxide emissions are controllezsing a lime spray
dry reactor system. Particulate matter emissimascontrolled by
the use of a baghouse. Sulfur dioxide and nitniagédes emissions
are measured by the continuous emissions morgtssistem (CEMS) on
emission point 0004. Particulate matter emissayesmeasured by
stack testing (when requested by NYSDEC) on ennigsoint 0004

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDUTION (SNCR)

Emission Source/Control: OFAOQ6 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION

Item 37.22:
This permit authorizes the following regulated @msses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P69 Source Classification Cae¥t-005-01

Process Description:
EMISSION SOURCE B0006 USES DIESEL FUEL RRROSENE AS
A STARTUP FUEL AND FOR FLAME STABILIZATION. IT ISUSED
ON AN AS NEEDED BASIS. PARTICULATE MATTER EMISSIRS
ARE CONTROLLED BY THE USE OF A BAGHOUSE. THERE ARNO
SPECIFIC FUEL OIL CONTROLS FOR SULFUR DIOXIDE OR
NITROGEN OXIDES EMISSIONS. SULFUR DIOXIDE AND NROGEN
OXIDES EMISSIONS ARE MEASURED BY THE CONTINUOUS
EMISSIONS MONITORING SYSTEM (CEMS) ON EMISSION PT
00004.

Emission Source/Control: B0006 - Comimunst
Design Capacity: 1,117 million Btu pe&uhn
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Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Item 37.23:
This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P6A Source Classification Cde@1-006-04

Process Description:
Emission source B0O006 is permitted to ieste wood product from
the laminated patrticle board furniture manufacigipprocess as a
supplement to bituminous coal, sub-bituminous emal/or clean
unadulterated wood at up to 30% by weight of thal tfuel entering
the boiler. Waste wood product may not be mixét any other
alternative fuel. Nitrogen oxides emissions aretmlled through
the use of overfire air combustion practices injanction with
selective non-catalytic reduction (SNCR) and gelecatalytic
reduction (SCR). After the emissions limits inYBBRR part 246 take
effect, mercury emissions will be controlled uspayvdered activated
carbon injection as needed to achieve such linStdfur dioxide
emissions are controlled using a circulating amybkber (CDS)
system. Particulate matter emissions are coattddly the use of a
baghouse. Sulfur dioxide and nitrogen oxides simis are measured
by the continuous emissions monitoring system (SlEbh emission point
0004. Particulate matter emissions are measuwyrsthbk testing
(when requested by NYSDEC) emission point 0004.

Emission Source/Control: B0006 - Comimunst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDCUTION (SNCR)

Emission Source/Control: OFAO06 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION

Item 37.24:
This permit authorizes the following regulated @sses for the cited Emission Unit:
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Emission Unit:  G-00004

Process: P6B Source Classification Cad#t-012-01

Process Description:
EMISSION SOURCE B00006 USES NATURAL GASR® PORTION
OF THE BOILER'S HEAT INPUT WHEN OPERATING IN GASHBURN
MODE. WHILE THERE IS NO SPECIFIC LIMIT ON THE AMONT
OF NATURAL GAS THAT MAY BE BURNED, EMISSION SOURCE
B0O0006 IS ONLY CAPABLE OF USING NATURAL GAS FOR
APPROXIMATELY 20% OF THE TOTAL BOILER HEAT INPUT.

Emission Source/Control: B0006 - Comimunst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER

Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDCUTION (SNCR)

Emission Source/Control: OFAO06 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION

Item 37.25:
This permit authorizes the following regulated @sses for the cited Emission Unit:

Emission Unit:  G-00004

Process: P6X Source Classification Cad@1-006-04

Process Description:
Emission source BO006 is permitted to dineariety of fuels in
various mixtures; the individual fuels and anyla@ble limits
regarding their use are described separatelyceBsoP6X has been
created to calculate emissions for the variougures. Processes
P61, P65 and P6B can be combusted alone or in@npination; P6A can
be combusted (within certain limits as detailethim process
description) with any combination of P61/P65/P@&cause the
processes are not mutually exclusive, it is appatgto create a
combined process description.

Emission Source/Control: B0006 - Comimurst
Design Capacity: 1,117 million Btu pe&uhn

Emission Source/Control: BAGO06 - Control
Control Type: FABRIC FILTER
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Emission Source/Control: CARO06 - Control
Control Type: ACTIVATED CARBON INJECTION

Emission Source/Control: NCRO06 - Control
Control Type: SELECTIVE NON-CATALYTIC REDUTION (SNCR)

Emission Source/Control: OFAO06 - Control
Control Type: OVERFIRE AIR

Emission Source/Control: SCRO06 - Control
Control Type: SELECTIVE CATALYTIC REDUCTI® (SCR)

Emission Source/Control: SDRO06 - Control
Control Type: DRY SPRAY ABSORPTION

Item 37.26:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00005
Process: CHS Source Classification C8e29-999-99
Process Description:
All potential process operations assodiatith coal storage and
handling. All emissions are fugitive.

Emission Source/Control: CPILE - Process

Item 37.27:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit: G-00005
Process: WHS Source Classification C8e@9-999-99
Process Description:

ALL POTENTIAL PROCESS OPERATIONS ASSOCIADENITH WOOD

STORAGE AND HANDLING. ALL EMISSIONS ARE FUGITIVE.

Emission Source/Control: WPILE - Process

Item 37.28:

This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00006
Process: ASH Source Classification C8d29-999-99
Process Description:
All process operations associated witaslyand bottom ash handling
and disposal. All non-exempt emissions are fugiti

Emission Source/Control: FLYS1 - Process
Emission Source/Control: LNDFL - Process

Item 37.29:
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This permit authorizes the following regulated msses for the cited Emission Unit:

Emission Unit:  G-00007
Process: P7L Source Classification C8629-999-99
Process Description:
All process operations associated withciheulating dry scrubber
system.

Emission Source/Control: BAGO7 - Control
Control Type: FABRIC FILTER

Emission Source/Control: SBRO7 - Control
Control Type: DRY SPRAY ABSORPTION

Emission Source/Control: HYDO7 - Process
Emission Source/Control: SPRO7 - Process

Item 37.30:

This permit authorizes the following regulated @msses for the cited Emission Unit:

Emission Unit:  G-00008
Process: P8U Source Classification C8e#9-999-99
Process Description: Aqueous urea system

Emission Source/Control: P8UO1 - Process
Emission Source/Control: TNKO8 - Process

Condition 38: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-1.2 (d)

Item 38.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

Iltem 38.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Sulfur dioxide emissions will be monitoneih the CEM to assure
compliance with the emissions limit of 5 Ib/mmBTdhily average),
corresponding to a sulfur-in-fuel limit of 2.5 MBTU (daily
average.)
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Manufacturer Name/Model Number: CEM

Upper Permit Limit: 5 pounds per million Btus

Reference Test Method: 40 CFR 75

Monitoring Frequency: CONTINUOUS

Averaging Method: 24-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 39: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-1.2 (d)

[tem 39.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

[tem 39.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Sulfur dioxide emissions will be monitoreidh the CEM to assure
compliance with the emissions limit of 3.8 lb/mmB{3-month rolling
average), corresponding to a sulfur-in-fuel liofitl.9 Io/mmBTU
(3-month rolling average.)

Manufacturer Name/Model Number: CEM

Upper Permit Limit: 3.8 pounds per million Btus
Reference Test Method: 40 CFR 75

Monitoring Frequency: CONTINUOUS

Averaging Method: 90-DAY AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 40: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-1.2 (d)

[tem 40.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003
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Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

Item 40.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Sulfur dioxide emissions will be monitoneih the CEM to assure
compliance with the emissions limit of 3.8 Ib/mmBT{12-month rolling
average), corresponding to a sulfur-in-fuel liofitL.9 Ib/mmBTU
(12-month rolling average.)

Manufacturer Name/Model Number: CEM

Upper Permit Limit: 3.8 pounds per million Btus
Reference Test Method: 40 CFR 75

Monitoring Frequency: CONTINUOUS

Averaging Method: 12-month rolling average

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 41: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.4 (b)

Item 41.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003

[tem 41.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: WORK PRACTICE INVOLVING SPECIFICRERATIONS
Monitoring Description:
The concentration of total halogens inwlaste oil shall not exceed
1,000 parts per million.

Work Practice Type: PARAMETER OF PROCESS MATERIAL

Process Material: WASTE OIL

Parameter Monitored: CONCENTRATION

Upper Permit Limit: 1000.00 parts per million Wwgight

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MARERAL CHANGE

Averaging Method: MAXIMUM - NOT TO BE EXCEEDED AT NY TIME
(INSTANTANEOUS/DISCRETE OR GRAB)

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.
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Subsequent reports are due every 6 calendar manth(s

Condition 42: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.2 (a) (4)

[tem 42.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

[tem 42.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROEWICE
PARAMETERS AS SURROGATE
Monitoring Description:
The following equation shall be used ttedmine the applicable
particulate matter emission rate for a statiomanybustion
installations with a total heat input between 00000
mmBtu/hr:

E = 1.0/p0.22

where:
E = permissible emission rate in Ib/million Btu
p = total heat input in mmBtu/hr.

Parameter Monitored: HEAT INPUT
Upper Permit Limit: 0.232 pounds per million Btus

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMNDRING DESCRIPTION

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 43: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.3 (a)

[tem 43.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003

Item 43.2:
Compliance Certification shall include the follogimonitoring:
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Monitoring Type: MONITORING OF PROCESS OR CONTROEWICE
PARAMETERS AS SURROGATE
Monitoring Description:
No owner or operator of a combustionaltation shall emit greater
than 20 percent opacity except for one six mipeateod per hour, not
to exceed 27 percent, based upon the six minateage utilizing a
continuous opacity monitor (COM).

Parameter Monitored: OPACITY

Upper Permit Limit: 20 percent

Monitoring Frequency: CONTINUOUS

Averaging Method: 6 MINUTE AVERAGE

Reporting Requirements: QUARTERLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 3 calendar manth(s

Condition 44: Multiple fuels particulate matter emission rate.
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.5

Item 44.1:
This Condition appliesto  Emission Unit: G-00003

Item 44.2:

When two or more different fuels are burned sirmdtausly in a single furnace of a stationary
combustion installation, the permissible emissite for a contaminant shall be the sum of the
permissible emission rates of the contaminant&ehduel multiplied by the heat derived from

such fuel.

Condition 45: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-2.5 (b)

Item 45.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00003

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

Item 45.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
NOx will be monitored using the continuamissions monitoring
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system and the results reported pursuant to theoapd Title 1 NOx
RACT plan.

Reference Test Method: 40CFR 75

Monitoring Frequency: CONTINUOUS

Reporting Requirements: QUARTERLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 3 calendar manth(s

Condition 46: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-1.2 (d)

[tem 46.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

[tem 46.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Sulfur dioxide emissions will be monitoreidh the CEM to assure
compliance with the emissions limit of 5 lb/mmBTdhily average),
corresponding to a sulfur-in-fuel limit of 2.5 fhmBTU (daily
average.)

Manufacturer Name/Model Number: CEM

Upper Permit Limit: 5 pounds per million Btus

Reference Test Method: 40 CFR 75

Monitoring Frequency: CONTINUOUS

Averaging Method: 24-HOUR AVERAGE

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)
Reports due 45 days after the reporting period.

The initial report is due 2/14/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 47: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-2.4 (b)

[tem 47.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004
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Iltem 47.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: WORK PRACTICE INVOLVING SPECIFICERERATIONS
Monitoring Description:
The concentration of total halogens inwlaste oil shall not exceed
1,000 parts per million.

Work Practice Type: PARAMETER OF PROCESS MATERIAL

Process Material: WASTE OIL

Parameter Monitored: CONCENTRATION

Upper Permit Limit: 1000.00 parts per million Wwgight

Monitoring Frequency: PER BATCH OF PRODUCT/RAW MAREAL CHANGE

Averaging Method: MAXIMUM - NOT TO BE EXCEEDED AT WY TIME
(INSTANTANEOUS/DISCRETE OR GRAB)

Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 48: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.2 (a) (4)

Iltem 48.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY075-00-0  PARTICULATES

Item 48.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROEWICE
PARAMETERS AS SURROGATE
Monitoring Description:
The following equation shall be used ttedmine the applicable
particulate matter emission rate for a statiomanybustion
installations with a total heat input between 00000
mmBtu/hr:

E =1.0/p0.22
where:
E = permissible emission rate in Ib/million Btu

p = total heat input in mmBtu/hr.

Parameter Monitored: HEAT INPUT
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Upper Permit Limit: 0.214 pounds per million Btus

Monitoring Frequency: AS REQUIRED - SEE PERMIT MOMIRING DESCRIPTION
Reporting Requirements: SEMI-ANNUALLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 6 calendar manth(s

Condition 49: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.3 (a)

[tem 49.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

I[tem 49.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: MONITORING OF PROCESS OR CONTROEWICE
PARAMETERS AS SURROGATE
Monitoring Description:
No owner or operator of a combustionaltation shall emit greater
than 20 percent opacity except for one six mipegtieod per hour, not
to exceed 27 percent, based upon the six minateage utilizing a
continuous opacity monitor (COM).

Parameter Monitored: OPACITY

Upper Permit Limit: 20 percent

Monitoring Frequency: CONTINUOUS

Averaging Method: 6 MINUTE AVERAGE

Reporting Requirements: QUARTERLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 3 calendar manth(s

Condition 50: Multiple fuels particulate matter emission rate.
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-1.5

[tem 50.1:
This Condition applies to  Emission Unit: G-00004

Item 50.2:

When two or more different fuels are burned simédtzusly in a single furnace of a stationary
combustion installation, the permissible emissite for a contaminant shall be the sum of the
permissible emission rates of the contaminant d&@hduel multiplied by the heat derived from

such fuel.
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Condition 51: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 227-2.5 (b)

[tem 51.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004

Regulated Contaminant(s):
CAS No: ONY210-00-0  OXIDES OF NITROGEN

[tem 51.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: RECORD KEEPING/MAINTENANCE PROCEMRES
Monitoring Description:
NOx will be monitored using the continu@missions monitoring
system, and the results reported pursuant theap@itle 1 NOx
RACT plan.

Reference Test Method: 40CFR 75

Monitoring Frequency: CONTINUOUS

Reporting Requirements: QUARTERLY (CALENDAR)
Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 3 calendar manth(s

Condition 52: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-1.2 (d)

[tem 52.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004 Emission Point: 080

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

tem 52.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Sulfur dioxide emissions will be monitor@dassure compliance with
sulfur-in-fuel limits in 225-1.2(d). Sulfur diode limit is
3.8Ib/mmbtu (3-month rolling average), correspogdp sulfur-in-fuel
limit of 1.9 Ib/mmbtu (3-moth rolling average).
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Manufacturer Name/Model Number: Monitor Labs 888dton Roy 3300
Parameter Monitored: SULFUR DIOXIDE

Upper Permit Limit: 3.8 pounds per million Btus

Reference Test Method: 40CFR 75

Monitoring Frequency: CONTINUOUS

Averaging Method: 90-DAY AVERAGE

Reporting Requirements: QUARTERLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 3 calendar manth(s

Condition 53: Compliance Certification
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable Federal Requirement:6 NYCRR 225-1.2 (d)

[tem 53.1:
The Compliance Certification activity will be perfoed for:

Emission Unit: G-00004 Emission Point: 080

Regulated Contaminant(s):
CAS No: 007446-09-5 SULFUR DIOXIDE

Item 53.2:
Compliance Certification shall include the follogimonitoring:

Monitoring Type: CONTINUOUS EMISSION MONITORING (Q#)

Monitoring Description:
Sulfur dioxide emissions will be monitor@dassure compliance with
225-1.2(d) sulfur-in-fuel limits. Sulfur dioxidemission limit is
3.8 Ib/mmbtu (12-month rolling avg.), corresporgdio sulfur-in-fuel
limit of 1.9 Ib/mmbtu (12-month rolling avg.)

Manufacturer Name/Model Number: Monitor Labs 888llfon Roy 3300
Parameter Monitored: SULFUR DIOXIDE

Upper Permit Limit: 3.8 pounds per million Btus

Reference Test Method: 40CFR 75

Monitoring Frequency: CONTINUOUS

Averaging Method: 12-month rolling average

Reporting Requirements: QUARTERLY (CALENDAR)

Reports due 60 days after the reporting period.

The initial report is due 2/29/2008.

Subsequent reports are due every 3 calendar mhnth(s
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STATE ONLY ENFORCEABLE CONDITIONS
**xx Eacility Level ****

NOTIFICATION OF GENERAL PERMITTEE OBLIGATIONS
This section containstermsand conditions which are not federally enfor ceable. Per mittees
may also have other obligations under regulations of general applicability

Item A: General Provisionsfor State Enfor ceable Permit Termsand Condition -
6 NYCRR Part 201-5
Any person who owns and/or operates statipsources shall operate
and maintain all emission units and any requénission control
devices in compliance with all applicable Partshig Chapter and
existing laws, and shall operate the facility @ac@dance with all
criteria, emission limits, terms, conditions, atandards in this
permit. Failure of such person to properly opeeatd maintain the
effectiveness of such emission units and emissioirol devices may
be sufficient reason for the Department to revakdeny a
permit.

The owner or operator of the permitted facilityshomaintain all
required records on-site for a period of five peaand make them
available to representatives of the Departmenhupquest.
Department representatives must be granted atzasy facility
regulated by this Subpart, during normal operatiogrs, for the
purpose of determining compliance with this any ather state and
federal air pollution control requirements, regiglas or law.

STATE ONLY APPLICABLE REQUIREMENTS
Thefollowing conditions ar e state applicable requirements and are not subject to
compliance certification requirements unless otherwise noted or required
under 6 NYCRR Part 201.

Condition 54: Contaminant List
Effective between the dates of 11/05/2007 and 11/04/2012
Applicable State Requirement: ECL 19-0301

Item 54.1:
Emissions of the following contaminants are subjectontaminant specific requirements in this
permit(emission limits, control requirements or giance monitoring conditions).

CAS No: 007446-09-5
Name: SULFUR DIOXIDE

CAS No: ONYO075-00-0
Name: PARTICULATES

CAS No: ONY210-00-0
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Name: OXIDES OF NITROGEN

Condition 55: Unavoidable noncompliance and violations
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable State Requirement:6 NYCRR 201-1.4

[tem 55.1:

At the discretion of the commissioner a violatidrany applicable emission standard for
necessary scheduled equipment maintenance, stahtiggown conditions and malfunctions or
upsets may be excused if such violations are udabte. The following actions and
recordkeeping and reporting requirements must berad to in such circumstances.

(a) The facility owner and/or operator shall coragihd maintain records of all
equipment maintenance or start-up/shutdown a@gvitthen they can be expected to result in an
exceedance of any applicable emission standardstaaitisubmit a report of such activities to
the commissioner's representative when requestéd $o in writing or when so required by a
condition of a permit issued for the correspondiimgcontamination source except where
conditions elsewhere in this permit which contawrenstringent reporting and notification
provisions for an applicable requirement, in whiglse they supercede those stated here. Such
reports shall describe why the violation was undable and shall include the time, frequency
and duration of the maintenance and/or start-updsiin activities and the identification of air
contaminants, and the estimated emission rates falfility owner and/or operator is subject to
continuous stack monitoring and quarterly reportiguirements, he need not submit reports for
equipment maintenance or start-up/shutdown fofabiity to the commissioner's

representative.

(b) In the event that emissions of air contaminamexcess of any emission standard
in 6 NYCRR Chapter Il Subchapter A occur due toafunction, the facility owner and/or
operator shall report such malfunction by telephimnghe commissioner's representative as soon
as possible during normal working hours, but in emgnt not later than two working days after
becoming aware that the malfunction occurred. WiB0 days thereafter, when requested in
writing by the commissioner's representative, #ality owner and/or operator shall submit a
written report to the commissioner's representatacribing the malfunction, the corrective
action taken, identification of air contaminantsdan estimate of the emission rates. These
reporting requirements are superceded by condigtsgwhere in this permit which contain
reporting and notification provisions for applicalvtequirements more stringent than those
above.

(c) The Department may also require the owner arafierator to include in reports
described under (a) and (b) above an estimateeafiiximum ground level concentration of
each air contaminant emitted and the effect of smissions depending on the deviation of the
malfunction and the air contaminants emitted.

(d) In the event of maintenance, start-up/shutdowmalfunction conditions which
result in emissions exceeding any applicable eonssiandard, the facility owner and/or
operator shall take appropriate action to prevensgions which will result in contravention of
any applicable ambient air quality standard. Reakly available control technology, as
determined by the commissioner, shall be appliethdwany maintenance, start-up/shutdown or
malfunction condition subject to this paragraph.

(e) In order to have a violation of a federgjulation (such as a new source performance
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standard or national emissions standard for hamard pollutants) excused, the specific
federal regulation must provide for an affirmatdefense during start-up, shutdowns,
malfunctions or upsets.

Condition 56: Air pollution prohibited
Effective between the dates of 11/05/2007 and 11/04/2012

Applicable State Requirement:6 NYCRR 211.2

Item 56.1:

No person shall cause or allow emissions of aitasomants to the outdoor atmosphere of such
quantity, characteristic or duration which are iiigus to human, plant or animal life or to
property, or which unreasonably interfere with ¢oenfortable enjoyment of life or property.
Notwithstanding the existence of specific air qyadtandards or emission limits, this
prohibition applies, but is not limited to, any peulate, fume, gas, mist, odor, smoke, vapor,
pollen, toxic or deleterious emission, either aloné combination with others.
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New York State Department of Environmental Conservation

Permit Review Report
Permit 1D: 8-5736-00004/00013
Renewal Number: 1
06/24/2014

Facility Identification Data
Name: AES GREENIDGE LLC
Address: 590 PLANT RD
DRESDEN, NY 14441

Owner/Firm

Name: GREENIDGE GENERATION LLC
Address: 800 E ELIZABETH AVE

LINDEN, NJ 07036, USA

Owner Classification: Corporation/Partnership

Permit Contacts

Air Permitting Contact:

Name: DALE IRWIN

Address: GREENIDGE GENERATION LLC
590 PLANT RD

DRESDEN, NY 14441

Phone:3155363423

Permit Description
Introduction

The Title V operating air permit is intended toddocument containing only enforceable terms and
conditions as well as any additional informatiamcis as the identification of emission units, enaissi
points, emission sources and processes, that riakésrms meaningful. 40 CFR Part 70.7(a)(5) reguir
that each Title V permit have an accompanyingtatesnent that sets forth the legal and factualstfasithe
draft permit conditions". The purpose for this pgnmview report is to satisfy the above requiretign
providing pertinent details regarding the permpplagation data and permit conditions in a morelgasi
understandable format. This report will also inéuzhckground narrative and explanations of regiyato
decisions made by the reviewer. It should be esipkd that this permit review report, while basad o
information contained in the permit, is a sepadmeument and is not itself an enforceable term and
condition of the permit.

Summary Description of Proposed Project
AES GREENIDGE LLC IS APPLYING FOR A RENEWAL OF ITHTLE V FACILITY OPERATING
PERMIT.

Attainment Status

AES GREENIDGE LLC is located in the town of TORRHE¥the county of YATES.

The attainment status for this location is provithetbw. (Areas classified as attainment are thoae t
meet all ambient air quality standards for a desiguh criteria air pollutant.)

Criteria Pollutant Attainment Status
Particulate Matter (PM) ATTAINMENT
Particulate Matter< 10y in diameter (PM10) ATTAINMEN
Sulfur Dioxide (SO2) ATTAINMENT
Ozone* TRANSPORT REGION (NON-ATTAINMENT)
Oxides of Nitrogen (NOx)** ATTAINMENT
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‘ Carbon Monoxide (CO) ATTAINMENT

* Ozone is regulated in terms of the emissiof volatile organic compounds (VOC) and/or ozidé
nitrogen (NOx) which are ozone precursors.
**  NOX has a separate ambient air quality d&ad in addition to being an ozone precursor.

Facility Description:
SEE ATTACHED "MARK-UP" OF CURRENT PERMIT.

Permit Structure and Description of Operations
The Title V permit for AES GREENIDGE LLC
is structured in terms of the following hierarchgcility, emission unit, emission point, emiss&urce
and process. A facility is defined as all emisssonrces located at one or more adjacent or contgjuo
properties owned or operated by the same persparsons under common control. The facility is
subdivided into one or more emission units (EU)idsion units are defined as any part or activita of
stationary facility that emits or has the potentiiaémit any federal or state regulated air poiititAn
emission unit is represented as a grouping of e (defined as any activity involving one or more
emission sources (ES) that emits or has the patentemit any federal or state regulated airyiatit).
An emission source is defined as any apparatusticance or machine capable of causing emissions of
any air contaminant to the outdoor atmosphereydiof any appurtenant exhaust system or air clganin
device. [NOTE: Indirect sources of air contaminatis defined in 6 NYCRR Part 203 (i.e. parking)lots
are excluded from this definition]. The applicantéquired to identify the principal piece of equant
(i.e., emission source) that directly results irtontrols the emission of federal or state regdlate
pollutants from an activity (i.e., process). Entassources are categorized by the following $ype
combustion - devices which burn fuel to generaiat hsteam or power
incinerator - devices which burn waste matenaldisposal
control - emission control devices
process - any device or contrivance whicly erait air contaminants

that is not included in th®oae categories.

AES GREENIDGE LLC is defined by the following emiien unit(s):
Emission unit GO0005 SEE ATTACHED MARK-UP OF CURRENT PERMIT.

Process: CHS is located at Building CPILEJALL POTENTIAL PROCESS OPERATIONS
ASSOCIATED WITH COAL STORAGE AND HANDLING. ALL EMBSIONS ARE FUGITIVE.
Process: WHS is located at Building WOODPILEAEL POTENTIAL PROCESS OPERATIONS
ASSOCIATED WITH WOOD STORAGE AND HANDLING. ALL EMSSIONS ARE FUGITIVE.

Emission unit GO0006 GREENIDGE STATION IS AN ELECTRIC GENERATING STATION
CONSISTING OF TWO GENERATOR UNITS. THE FOLLOWIN®ENTIFIERS WILL BE USED IN
RELATION TO THIS EMISSION UNIT. ASH HANDLING SYSTHEI: EMISSION UNIT GO0006;
FLYASH STORAGE SILO: EMISSION SOURCE FLS1; ASH DPSSAL LANDFILL: EMISSION
SOURCE LNDFL; FLYASH AND BOTTOM ASH HANDLING AND DSPOSAL: PROCESS ASH.
FLYASH COLLECTED BY THE BOILER NOS. 4 AND 5 MULTICDNES AND ELECTROSTATIC
PRECIPATOR, THE BOILER NO. 6 ECONOMIZER AND AIR HBAR HOPPERS, AND THE
BOILER NO. 6 BAGHOUSE IS PNEUMATICALLY CONVEYED TAOHE FLYASH STORAGE SILO
(FLYS1) WHICH IS EQUIPPED WITH A BIN VENT BAGHOUSETHE FLYASH IS THEN MIXED
WITH WATER IN A PUGMILL PRIOR TO BEING DISCHARGEDNTO AWAITING TRUCKS FOR
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TRANSPORT TO THE ON-SITE ASH DISPOSAL LANDFILL (LNEL), WHERE IT IS DUMPED,
GRADED, COMPACTED AND COVERED. BOTTOM ASH FROM EACBOILER IS QUENCHED
AND PUMPED TO A SETTLING POIND. SETTLED ASH IS PEBDICALLY DREDGED AND
PLACED ON A PILE TO DRY BEFORE BEING SOLD FOR REUSENDER A BENEFICIAL USE
DETERMINATION (BUD). THE FLYASH STORAGE VENT IS CRTROLLED BY A BAGHOUSE
AND IS AN EXEMPT SOURCE IN ACCORDANCE WITH 6 NYCRRART 201-3.2(c)(27). ALL
OTHER POTENTIAL EMISSIONS FROM THIS EMISSION UNIPARTICULATE MATTER AND
POSSIBLY AMMONIA) ARE FUGI TIVE AND THERE ARE NO ENBSION UNIT SPECIFIC
APPLICABLE REQUIREMENTS (I.E., ONLY FACILITY-WIDE EEQUIREMENTS APPLY).

Process: ASH is located at Building YARDALL PROCESS OPERATIONS ASSOCIATED WITH
FLYASH AND BOTTOM ASH HANDLING AND DISPOSAL. ALL NON-EXEMPT EMISSIONS ARE
FUGITIVE.

Emission unit GO0007 GREENIDGE STATION IS AN ELECTRIC GENERATING STATION
CONSISTING OF TWO GENERATOR UNITS. THE FOLLOWIN®ENTIFIERS WILL BE USED IN
RELATION TO THIS EMISSION UNIT. LIME HYDRATING SYSEM (FOR THE GAS
DESULFURIZATION SYSTEM): EMISSION UNIT G00007; LIMEHYDRA TPR" EMISSION
SOURCE HYDO7; AIR CLASSIFIER: EMISSION SOURCE SPROME HYDRATOR WET
SCRUBBER: EMISSION CONTROL SBRO07; AIR CLASSIFIER BAIOUSE: EMISSION SOURCE
BAGO7. QUICKTIME (CaO) IS DELIVERED BY TRUCK AND PNUMATICALLY UNLOADED TO

A STORAGE SILO EQUIP PED WITH A BIN VENT FILTER. HE QUICKLIME IS TRANSFERRED
TO THE LIME HYDRATOR (HYDO7) VIA A BELT CONVEYOR WHERE IT IS MIXED WITH
WATER. HYDRATED LIME IS DICHARGED THROUGH A SCREWEEDER AND
TRANSFERRED TO THE AIR CLASSIFIER (SPROO07) VIA BUER ELEVATOR. CLASSIFIED
HYDRATED MATERIAL IS PNEUMATICALLY TRANSFERRED TO ASTORAGE SILO EQUIPPED
WITH A BIN VENT FILTER FOR USE AS FEED TO THE FLUBAS DESULFURIZATION SYSTEM
SPRAY DRY REACTOR. OVERSIZE MATERIAL IS RECIRCULAED TO THE HYDRATOR AND
GRIT IS REMOVED A ND DISPOSED OF. EMISSIONS FRONHE LIME HYDRATOR (HYDO7)
ARE CONTROLLED BY A WET SCRUBBER (SBR07) AND DISCHRGE ED THROUGH
EMISSION POINT 00071. EXHAUST FROM THE AIR CLASSER (SPRO07) IS PASSED THROUGH
A BAGHOUSE (BAGO07) AND IS DISCHARGED THROUGH EMISI®N POINT 00072. THE
QUICKLIME AND HYDRATED LIME STORAGE SILOS ARE EXEMR SOURCES IN
ACCORDANCE WITH 6 NYCRR PART 201-3.2(c)(27).

Emission unit GO0007 is associated with the feilg emission points (EP):

00071, 00072

Process: P7L is located at Building BOILERALL PROCESS OPERATIONS ASSOCIATED WITH
LIME HYDRATING SYSTEM.

Emission unit GO0O008 Ageous urea system

Process: P8U is located at Building BOILERAgeous urea system

Emission unit G00004 SEE ATTACHED MARK-UP OF CURRENT PERMIT.

Emission unit GO0004 is associated with the feilg emission points (EP):

g(r)(?ggss: P61 is located at Building BOILEREMISSION SOURCE B0006 FIRES BITUMINOUS

COAL AS ITS PRIMARY BASELINE FUEL (0O-100% BY WEIGHDF TOTAL FUEL ENTERING
THE BOILER). NITROGEN OXIDES EMISSIONS ARE CONTRQ@ED THROUGH THE USE OF
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OVERFIRE AIR COMBUSTION PRACTICES IN CONJUNCTION WH SELECTIVE NON -
CATALYTIC REDUCTION (SNCR) AND SELECTIVE CATALYTICRERDUCTION (SCR).
MERCURY EMISSIONS ARE CONTROLLED USING POWDERED AGIATED CARBON
INJECTION AND SULFUR DIOXIDE EMISSIONS ARE CONTROIED USING A LIME SPRAY
DRY REACTOR SYSTEM. PARTICULATE MATTER EMISSI ONBRE CONTROLLED BY THE
USE OF A BAGHOUSE. SULFUR DIOXIDE AND NITROGEN ORES EMISSIONS ARE
MEASURED BY THE CONTINUOUS EMISSIONS MONITORING SYT&M (CEMS) ON EMISSION
POINT 00004. PARTICULATE MATTER EMISSIONS ARE MEASRED BY STACK TESTING
(WHEN REQUEST ED BY NYSDEC) EMISSION POINT 00004.

Process: P62 is located at Building BOILEREMISSION SOURCE B00006 USES NO. 2 FUEL OIL AS
A STARTUP FUEL AND FOR FLAME STABILIZATION. IT ISUSED ON AN AS NEEDED BASIS.
PARTICULATE MATTER EMISSION ARE CONTROLLED BY THE SE OF A BAGHOUSE.
THERE ARE NO SPECIFIC FUEL OIL CONTROLS FOR SULFUROXIDE OR NITROGEN
OXIDES EMISSIONS. SULFUR DIOXIDE AND NITROGEN OXIBES EMISSIONS ARE
MEASURED BY THE CONTINUOUS EMISSIONS MONITORIGN SYT&M (CEMS) ON EMISSION
POINT 00004.

Process: P63 is located at Building BOILEREMISSION SOURCE B0006 IS PERMITTED TO FIRE
WASTE OIL. IT IS USED ON AN OCCASIONAL BASIS. EMBSION SOURCE B0006 IS LIMITED
TO BURING WASTE OIL AT A MAXIMUM RATE OF 5 GALLONSPER MINUTE. THE WASTE
OIL MUST MEET THE SPECIFICATIONS OF 6 NYCRR PART 222. P ARTICULATE MATTER
EMISSIONS ARE CONTROLLED BY THE USE OF A BAGHOUSBVHEN WASTE OIL ONLY IS
BEING FIRED, THERE ARE NO SPECIFIC EMISSION CONTRSOIFOR NITROGEN OXIDES AND
SULFUR DIOXIDE. HOWEVER, WHEN WASTE OIL IS BEING BRNED ALONG WITH
BASELINE FUELS, T HE NITROGEN OXIDES AND SULFUR DIKIDE EMISSION CONTROL
SYSTEMS ARE IN USE. SULFUR DIOXIDE AND NITROGEN ARES EMISSIONS ARE
MEASURED BY THE CONTINUOUS EMISSIONS MONITORING SYT&M (CEMS) ON EMISSION
POINT 00004.]

Process: P64 is located at Building BOILEREMISSION SOURCE B0006 IS PERMITTED TO FIRE
SUB-BITUMINOUS (REDUCED SULFUR) COAL AS A SUPPLEMEML FUEL AT UP TO 30% BY
WEIGHT OF THE TOTAL FUEL ENTERING THE BOILER. NITRGEN OXIDES EMISSIONS ARE
CONTROLLED THROUGH THE USE OF OVERFIRE AIR COMBUSIN PRACT ICES IN
CONJUNCTION WITH SELECTIVE NON-CATALYTIC RERDUCTIONSNCR) AND SELECTIVE
CATALYTIC REDUCTION (SCR). MERCURY EMISSIONS ARE@NTROLLED USING
POWDERED ACTIVATED CARBON INJECTION AND SULFUR DIOKE EMISSIONS ARE
CONTROLLED USING A LIME SPRAY DRY REAC TOR SYSTEMPARTICULATE MATTER
EMISSIONS ARE CONTROLLED BY THE USE OF A BAGHOUSEULFUR DIOXIDE AND
NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE CONNUOUS EMISSIONS
MONITORING SYSTEM (CEMS) ON EMISSION POINT 0000£LARTICULATE MATTER
EMISSIONS ARE M EASSURED BY STACK TESTING (WHEN RE@STED BY NYSDEC)
EMISSION POINT 00004.

Process: P65 is located at Building BOILEREMISSION SOURCE B0006 IS PERMITTED TO FIRE
CLEAN UNADULTERATED WOOD AS A SUPPLEMENT TO BITUMIMDUS COAL (% BY WEIGHT
OF TOTAL FUEL ENTERING THE BOILER OTHERWISE UNREST&TED). NITROGEN OXIDES
EMISSIONS ARE CONTROLLED THROUGH THE USE OF OVERHRIR COMBUS TION
PRACTICERS IN CONJUNCTION WITH SELECTIVE NON-CATALYIC RERDUCTION (SNCR)
AND SELECTIVE CATALYTIC REDUCGTION (SCR). MERCUR¥EMISSIONS ARE
CONTROLLED USING POWDERED ACTIVATED CARBON INJECTIOAND SULFUR DIOXIDE
EMISSIONS ARE CONTROLLED USING A LIME SP RAY DRY RECTOR SYSTEM.
PARTICULATE MATTER EMISSIONS ARE CONTROLLED BY THEISE OF A BAGHOUSE.
SULFUR DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MESURED BY THE
CONTINUOUS EMISSIONS MONITORING SYSTEM (CEMS) ON HBISION POINT 0004.

Page 4 of 22



e
New York State Department of Environmental Conservation -
Permit Review Report
Permit 1D: 8-5736-00004/00013
Renewal Number: 1
06/24/2014

PARTICULATE MATTER EMIS SIONS ARE MEASURED BY STACRESTING (WHEN
REQUESTED BY NYSDEC) EMISSION POINT 0004.

Process: P69 is located at Building BOILEREMISSION SOURCE B0006 USES DIESEL FUEL OR
KEROSENE AS A STARTUP FUEL AND FOR FLAME STABILIZAIDN. IT IS USED ON AN AS
NEEDED BASIS. PARTICULATE MATTER EMISSIONS ARE CONROLLED BY THE USE OF A
BAGHOUSE. THERE ARE NO SPECIFIC FUEL OIL CONTROE®R SULFUR DIOXIDE OR
NITROGEN OXIDES EMISSIONS. SULFUR DIOXIDE AND NITBGEN OXIDES EMISSIONS ARE
MEASURED BY THE CONTINUOUS EMISSIONS MONITORING SY&EM (CEMS) ON EMISSION
POINT 00004.

Process: P6A&MISSION SOURCE B0006 IS PERMITTED TO FIRE WASTE \WW0 PRODUCT
FROM THE LAMINATED PARTICLE BOARD FURNITURE MANUFAQURING PROCESS AS A
SUPPLEMENT TO BITUMINOUS COAL, SUB-BITUMINOUS COAIAND/OR CLEAN
UNADULTERATED WOOD AT UP TO 30% BY WEIGHT OF THE TOAL FUE L ENTERING THE
BOILER. WASTE WOOD PRODUCT MAY NOT BE MIXED WITH ANY OTHER ALTERNATIVE
FUEL. NITROGEN OXIDES EMISSIONS ARE CONTROLLED THRIJGH THE USE OF OVERFIRE
AIR COMBUSTION PRACTICES IN CONJUNCTION WITH SELEQVE NON-CATALYTIC
REDUCTION (SNCR) AND SE LECTIVE CATALYTIC REDUCTIONSCR). MERCURY
EMISSIONS ARE CONTROLLED USING POWDERED ACTIVATEDARBON INJECTION AND
SULFUR DIOXIDE EMISSIONS ARE CONTROLLED USING A LIE SPRAY DRY REACTOR
SYSTEM. PARTICULATE MATTER EMISSIONS ARE CONTROLLUEBYTHE USE OF A B
AGHOUSE. SULFUR DIOXIDE AND NITROGEN OXIDES EMISSINS ARE MEASURED BY THE
CONTINUOUS EMISSIONS MONITORING SYSTEM (CEMS) ON HBISION POINT 0004.
PARTICULATE MATTER EMISSIONS ARE MEASURED BY STACRESTING (WHEN
REQUESTED BY NYSDEC) EMISSION POINT 0004.

Process: P6EMISSION SOURCE B00006 USES NATURAL GAS FOR A PORN OF THE
BOILER'S HEAT INPUT WHEN OPERATING IN GAS REBURN MQE. WHILE THERE IS NO
SPECIFIC LIMIT ON THE AMOUNT OF NATURAL GAS THAT MA’ BE BURNED, EMISSION
SOURCE B00006 IS ONLY CAPABLE OF USING NATURAL GASOR APPROXIMATELY 20% OF
THE TOTAL BOILER HEAT INPUT.

Process: P6X is located at GROUNIEmission source BOOO06 is permitted to fire a varadtfuels in
various mixtures; the individual fuels and any agadle limits regarding their use are describecszply.
Process P6X has been created to calculate emidsiotie various mixtures. Processes P61, P63&im
can be combusted alone or in any combination; PGAbe combusted (within certain limits as detaiifed
the process description) with any combination of/P65/P6B. Because the processes are not mutually
exclusive, it is appropriate to create a combinext@ss description.

Emission unit GO0O003 Emission unit 3 consists of two Babcock & Wilsory dottom wall fired

pulverized coal boilers rated at 380 mmBTU/hr. Doders (4 and 5) fire mainly bituminous coal, lcan

also burn clean wood and natural gas. Number @naildiesel fuel is used for startup and flame
stabilization as needed. Pariculate control ivigled by a multiclone mechanical particulate cdtecand

by an electrostatic precipitator. Unit 3 is sormets operated as a synchronous condenser, rathesdtea
generating unit. In this mode, the generator datsa motor, absorbing power from the grid ancpiveg
smooth out suden changes in system voltage cayseltblbges in demand. The spinning generator causes
the turbine to spin, and cooling steam is needgadwvent damage to the turbine. The small amoiunt o
dsteam needed for this is supplied by burning diléh boilers 4 and 5.

Process: P41 is located at GROUND, Building BOILEEEMISSION SOURCE B0004 FIRES
BITUMINOUS COAL AS ITS PRIMARY BASELINE FUEL (0-10% BY WEIGHT OF TOTAL FUEL
ENTERING THE BOILER). PARTICULATE MATTER EMISSION®RE CONTROLLED BY THE
USE OF A MULTICLONE MECHANICAL COLLECTOR AND AN ELETROSTATIC
PRECIPITATOR AND MEASURED (WHEN REQUESTED BY DEC)TAEMISSION POINT 00003.
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SULFUR DIOXIDE EMISSIONS ARE CONTROLLED BY LIMITINGTHE SULFUR CONTENT OF
THE TOTAL FUEL. NITROGEN OXIDES EMISSIONS ARE CONTR_.LED THROUGH GOOD
COMBUSTION PRACTICES. NITROGEN OXIDES LIMITS ON AYSTEM-WIDE BASIS ARE
ESTABLISHED IN NYSEG'S TITLE 1 NOX COMPLIANCE PLANSULFUR DIOXIDE AND
NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE CONNUOUS EMISSION
MONITORING SYSTEM ON EMISSION POINT 00003.

Process: P42 is located at GROUND, Building BOILEREMISSION SOURCE B0004 USES NO. 2
FUEL OIL AS A STARTUP FUEL AND FOR FLAME STABILIZATON. IT IS USED ON AN AS-
NEEDED BASIS. THERE ARE NO SPECIFIC FUEL OIL CONTRS® FOR SULFUR DIOXIDE OR
NITROGEN OXIDES EMISSIONS. WHEN OPERATING AS A GERRTOR, SULFUR DIOXIDE
AND NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE@NTINUOUS EMISSION
MONITORING SYSTEM ON EMISSION POINT 00003; WHEN ORBTED AS A SYNCHRONOUS
CONDENSER, SULFUR DIOXIDE AND NITROGEN OXIDES EMISSNS ARE MEASURED BY
ALTERNATIVE METHODS DETAILED IN THE GREENIDGE STATON UNIT 3 CEM
MONITORING PLAN (MARCH 1996).

Process: P43 is located at GROUND, Building BOILEREMISSION SOURCE B0004 IS PERMITTED
TO FIRE WASTE OIL. IT IS USED ON AN OCCASIONAL BASL. WHEN WASTE OIL ONLY IS
BEING FIRED, THE ELECTROSTATIC PRECIPITATORS ARE NGENERGIZED. THE
PRECIPITATORS ARE ENERGIZED, HOWEVER, WHEN WASTEIOIS BEING BURNED ALONG
WITH BASELINE FUELS. EMISSION SOURCE B0004 IS LIMED TO BURNING WASTE OIL AT
A MAXIMUM RATE OF 5 GALLONS PER MINUTE. THE WASTE @ MUST MEET THE
SPECIFICATIONS OF 6 NYCRR 225-2. WHEN OPERATING ASGENERATOR, SULFUR
DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MEASUREBY THE CONTINUOUS
EMISSION MONITORING SYSTEM ON EMISSION POINT 00008/HEN OPERATED AS A
SYNCHRONOUS CONDENSER, SULFUR DIOXIDE AND NITROGEDXIDES EMISSIONS ARE
MEASURED BY ALTERNATIVE METHODS DETAILED IN THE GREENIDGE STATION UNIT 3
CEM MONITORING PLAN.

Process: P44 is located at Building BOILERBurning of sub-bituminous (reduced sulfur) coahas
supplemental fuel at up to 30% by weight enterireglioiler BO004 (boiler 4.)

Process: P45 is located at GROUND, Building BOILEREMISSION SOURCE B0004 IS PERMITTED
TO FIRE CLEAN UNADULTERATED WOOD AS A PRIMARY BASEINE FUEL (0-100% BY
WEIGHT OF TOTAL FUEL ENTERING THE BOILER). PARTICUATE MATTER EMISSIONS ARE
CONTROLLED BY THE USE OF A MULTICLONE MECHANICAL CQLECTOR AND AN
ELECTROSTATIC PRECIPITATOR AND MEASURED (WHEN REQWHED BY DEC) AT
EMISSION POINT 00003. SULFUR DIOXIDE EMISSIONS AREONTROLLED BY LIMITING THE
SULFUR CONTENT OF THE TOTAL FUEL. NITROGEN OXIDESMESSIONS ARE CONTROLLED
THROUGH GOOD COMBUSTION PRACTICES. NITROGEN OXIDESMITS ON A SYSTEM-
WIDE BASIS ARE ESTABLISHED IN NYSEG'S TITLE 1 NOX@MPLIANCE PLAN. SULFUR
DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MEASUREBY THE CONTINUOUS
EMISSION MONITORING SYSTEM ON EMISSION POINT 00003.

Process: P49 is located at GROUND, Building BOILEREMISSION SOURCE B0004 USES DIESEL
FUEL AS A STARTUP FUEL AND FOR FLAME STABILIZATIONIT IS USED ON AN AS-NEEDED
BASIS. THERE ARE NO SPECIFIC DIESEL FUEL CONTROL®SR SULFUR DIOXIDE OR
NITROGEN OXIDES EMISSIONS. WHEN OPERATING AS A GERRTOR, SULFUR DIOXIDE
AND NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE@NTINUOUS EMISSION
MONITORING SYSTEM ON EMISSION POINT 00003; WHEN ORBTED AS A SYNCHRONOUS
CONDENSER, SULFUR DIOXIDE AND NITROGEN OXIDES EMISSNS ARE MEASURED BY
ALTERNATIVE METHODS DETAILED IN THE GREENIDGE STATON UNIT 3 CEM
MONITORING PLAN.

Process: P4A is located at GROUND, Building BOILEREMISSION SOURCE B0004 IS PERMITTED
TO FIRE THE WASTE WOOD PRODUCT FROM BUSH INDUSTRYFIRNITURE
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MANUFACTURING PROCESS (BUSH WOOD) WITH COAL AND/ORLEAN UNADULTERATED
WOOD (BASELINE FUELS); BUSH WOOD MAY NOT BE MIXED WH ANY OTHER
ALTERNATE FUEL. BUSH WOOD MAY BE FIRED AT A CONCENRATION UP TO 30% BY
WEIGHT OF TOTAL FUEL ENTERING THE BOILER. PARTICULAE MATTER EMISSIONS ARE
CONTROLLED BY THE USE OF A MULTICLONE MECHANICAL CQLECTOR AND AN
ELECTROSTATIC PRECIPITATOR AND MEASURED (WHEN REQWHED BY DEC) AT
EMISSION POINT 00003. SULFUR DIOXIDE EMISSIONS AREONTROLLED BY LIMITING THE
SULFUR CONTENT OF THE TOTAL FUEL. NITROGEN OXIDESMESSIONS ARE CONTROLLED
THROUGH GOOD COMBUSTION PRACTICES. NITROGEN OXIDESMITS ON A SYSTEM-
WIDE BASIS ARE ESTABLISHED IN NYSEG'S TITLE 1 NOX@MPLIANCEPLAN. SULFUR
DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MEASUREBY THE CONTINUOUS
EMISSION MONITORING SYSTEM ON EMISSION POINT 00003.

Process: P4X is located at GROUNIEmission source BO004 is permitted to fir a varigtjuels in
various mixtures; the individual fuels and any agaddle limits regarding their use are describecszply.
Process P4X has been created to calculate emidsiotie various mixtures. Processes P41 and P45 ca
be combusted alone or in any combination; P4A @odmbusted (with certain limits as detailed in the
process description) with any combination of P4b/PBecause the processes are not mutually exelusiv
is appropriate to create a combined process déscerip

Process: P51 is located at GROUND, Building BOILEEEMISSION SOURCE B0005 FIRES
BITUMINOUS COAL AS ITS PRIMARY BASELINE FUEL (0-10% BY WEIGHT OF TOTAL FUEL
ENTERING THE BOILER). PARTICULATE MATTER EMISSIONSARE CONTROLLED BY THE
USE OF A MULTICLONE MECHANICAL COLLECTOR AND AN ELETROSTATIC
PRECIPITATOR AND MEASURED (WHEN REQUESTED BY DEC)TAEMISSION POINT 00003.
SULFUR DIOXIDE EMISSIONS ARE CONTROLLED BY LIMITINGTHE SULFUR CONTENT OF
THE TOTAL FUEL. NITROGEN OXIDES EMISSIONS ARE CONT®R.LED THROUGH GOOD
COMBUSTION PRACTICES. NITROGEN OXIDES LIMITS ON AYSSTEM-WIDE BASIS ARE
ESTABLISHED IN NYSEG'S TITLE 1 NOX COMPLIANCE PLANSULFUR DIOXIDE AND
NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE CONNUOUS EMISSION
MONITORING SYSTEM ON EMISSION POINT 00003.

Process: P52 is located at GROUND, Building BOILEREMISSION SOURCE B0005 USES NO. 2
FUEL OIL AS A STARTUP FUEL AND FOR FLAME STABILIZATON. IT IS USED ON AN AS-
NEEDED BASIS. THERE ARE NO SPECIFIC FUEL OIL CONTRS FOR SULFUR DIOXIDE OR
NITROGEN OXIDES EMISSIONS. WHEN OPERATING AS A GERRTOR, SULFUR DIOXIDE
AND NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE@NTINUOUS EMISSION
MONITORING SYSTEM ON EMISSION POINT 00003; WHEN ORBTED AS A SYNCHRONOUS
CONDENSER, SULFUR DIOXIDE AND NITROGEN OXIDES EMISSNS ARE MEASURED BY
ALTERNATIVE METHODS DETAILED IN THE GREENIDGE STATON UNIT 3 CEM
MONITORING PLAN.

Process: P53 is located at GROUND, Building BOILEREMISSION SOURCE B0005 IS PERMITTED
TO FIRE WASTE OIL. IT IS USED ON AN OCCASIONAL BASL. WHEN WASTE OIL ONLY IS
BEING FIRED, THE ELECTROSTATIC PRECIPITATORS ARE NGENERGIZED. THE
PRECIPITATORS ARE ENERGIZED, HOWEVER, WHEN WASTEIOIS BEING BURNED ALONG
WITH BASELINE FUELS. EMISSION SOURCE B0005 IS LIMED TO BURNING WASTE OIL AT
A MAXIMUM RATE OF 5 GALLONS PER MINUTE. THE WASTE @ MUST MEET THE
SPECIFICATIONS OF 6 NYCRR 225-2. THERE ARE NO SPEICI CONTROLS FOR SULFUR
DIOXIDE OR NITROGEN OXIDES EMISSIONS. WHEN OPERATBIAS A GENERATOR, SULFUR
DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MEASUREBY THE CONTINUOUS
EMISSION MONITORING SYSTEM ON EMISSION POINT 00008/HEN OPERATED AS A
SYNCHRONOUS CONDENSER, SULFUR DIOXIDE AND NITROGEDXIDES EMISSIONS ARE
MEASURED BY ALTERNATIVE METHODS DETAILED IN THE GREENIDGE STATION UNIT 3
CEM MONITORING PLAN.
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Process: P54 is located at Building BOILERBurning of sub-bituminous coal at up to 30% by vitiig
emission source BOOO5 (boiler 5.)

Process: P55 is located at GROUND, Building BOILEREMISSION SOURCE B0005 IS PERMITTED
TO CLEAN UNADULTERATED WOOD AS A PRIMARY BASELINE BEJEL (O-100% BY WEIGHT
OF TOTAL FUEL ENTERING THE BOILER). PARTICULATE MATER EMISSIONS ARE
CONTROLLED BY THE USE OF A MULTICLONE MECHANICAL CQLECTOR AND AN
ELECTROSTATIC PRECIPITATOR AND MEASURED (WHEN REQWHED BY DEC) AT
EMISSION POINT 00003. SULFUR DIOXIDE EMISSIONS AREONTROLLED BY LIMITING THE
SULFUR CONTENT OF THE TOTAL FUEL. NITROGEN OXIDESMESSIONS ARE CONTROLLED
THROUGH GOOD COMBUSTION PRACTICES. NITROGEN OXIDESMITS ON A SYSTEM-
WIDE BASIS ARE ESTABLISHED IN NYSEG'S TITLE 1 NOX@MPLIANCE PLAN. SULFUR
DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MEASUREBY THE CONTINUOUS
EMISSION MONITORING SYSTEM ON EMISSION POINT 00003.

Process: P59 is located at GROUND, Building BOILEFEMISSION SOURCE B0005 USES DIESEL
FUEL AS A STARTUP FUEL AND FOR FLAME STABILIZATIONIT IS USED ON AN AS-NEEDED
BASIS. THERE ARE NO SPECIFIC DIESEL FUEL CONTROL®SR SULFUR DIOXIDE OR
NITROGEN OXIDES EMISSIONS. WHEN OPERATING AS A GERRTOR, SULFUR DIOXIDE
AND NITROGEN OXIDES EMISSIONS ARE MEASURED BY THE@NTINUOUS EMISSION
MONITORING SYSTEM ON EMISSION POINT 00003; WHEN ORBTED AS A SYNCHRONOUS
CONDENSER, SULFUR DIOXIDE AND NITROGEN OXIDES EMISSNS ARE MEASURED BY
ALTERNATIVE METHODS DETAILED IN THE GREENIDGE STATON UNIT 3 CEM
MONITORING PLAN.

Process: P5A is located at GROUND, Building BOILEREMISSION SOURCE B0005 IS PERMITTED
TO FIRE THE WASTE WOOD PRODUCT FROM BUSH INDUSTRYFIRNITURE
MANUFACTURING PROCESS (BUSH WOOD) WITH COAL AND/ORLEAN UNADULTERATED
WOOD (BASELINE FUELS); BUSH WOOD MAY NOT BE MIXED WH ANY OTHER
ALTERNATE FUEL. BUSH WOOD MAY BE FIRED AT A CONCENRATION UP TO 30% BY
WEIGHT OF TOTAL FUEL ENTERING THE BOILER. PARTICULAE MATTER EMISSIONS ARE
CONTROLLED BY THE USE OF A MULTICLONE MECHANICAL CQLECTOR AND AN
ELECTROSTATIC PRECIPITATOR AND MEASURED (WHEN REQWHED BY DEC) AT
EMISSION POINT 00003. SULFUR DIOXIDE EMISSIONS AREONTROLLED BY LIMITING THE
SULFUR CONTENT OF THE TOTAL FUEL. NITROGEN OXIDESMESSIONS ARE CONTROLLED
THROUGH GOOD COMBUSTION PRACTICES. NITROGEN OXIDESMITS ON A SYSTEM-
WIDE BASIS ARE ESTABLISHED IN NYSEG'S TITLE 1 NOX@MPLIANCEPLAN. SULFUR
DIOXIDE AND NITROGEN OXIDES EMISSIONS ARE MEASUREBY THE CONTINUOUS
EMISSION MONITORING SYSTEM ON EMISSION POINT 00003.

Process: P5X is located at GROUNIEmission source BOO5 is permitted to fir a varigtjuels in
various mixtures; the individual fuels and any agaddle limits regarding their use are describecszply.
Process P5X has been created to calculate emidsiothe various mixtures. Processes P51 and BB5 ¢
be combusted alone or in any combination; P5A @aodmbusted (within certain limits as detailedhe t
process description) with any combination of P55/PBecause the processes are not mutually exelusiv
is appropriate to create a combined process déscerip

TitleV/Major Source Status

AES GREENIDGE LLC is subject to Title V requiremenT his determination is based on the following
information:

The facility is Title 5 major.

Program Applicability

The following chart summarizes the applicabilityAl#S GREENIDGE LLC with regards to the principal
air pollution
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regulatory programs:

Regulatory Program Applicability
PSD YES
NSR (non-attainment) NO
NESHAP (40 CFR Part 61) NO
NESHAP (MACT - 40 CFR Part 63) NO
NSPS NO
TITLE IV NO
TITLE V YES
TITLE VI NO
RACT YES
SIP YES

NOTES:

PSD Prevention of Significant Deterioration (40 CER - requirements which pertain to major
stationary sources located in areas which arg@mnatent of National Ambient Air Quality Standards
(NAAQS) for specified pollutants.

NSR  New Source Review (6 NYCRR Part 231) - requimgsihich pertain to major stationary
sources located in areas which are in non-attaihofddational Ambient Air Quality Standards (NAAQS)
for specified pollutants.

NESHAP National Emission Standards for HaaasdAir Pollutants (40 CFR 61) - contaminant

and source specific emission standards establistiedto the Clean Air Act Amendments of 1990 (CAAA
which were developed for 9 air contaminants (inaigarsenic, radon, benzene, vinyl chloride, asizest
mercury, beryllium, radionuclides, and volatile H&P

MACT Maximum Achievable Control Technology (40 CFB)6 contaminant and source specific
emission standards established by the 1990 CAAAledBection 112 of the CAAA, the US EPA is
required to develop and promulgate emissions stdsdéor new and existing sources. The standaeifoa
be based on the best demonstrated control technatopractices in the regulated industry, othexwis
known as MACT. The corresponding regulations applgpecific source types and contaminants.

NSPS New Source Performance Standards (40 CFR#@)dards of performance for specific
stationary source categories developed by the USEer Section 111 of the CAAA. The standards
apply only to those stationary sources which Haen constructed or modified after the regulations
have been proposed by publication in the FedergisRe and only to the specific contaminant(sketisin
the regulation.

Title IV Acid Rain Control Program (40 CFR 72 thr8)7 regulations which mandate the
implementation of the acid rain control programlérge stationary combustion facilities.

Title VI Stratospheric Ozone Protection (40 CFR 8@bparts A thru G) - federal requirements that
apply to sources which use a minimum quantity o€GKchlorofluorocarbons), HCFC'’s
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(hydrofluorocarbons) or other ozone depleting tarises or regulated substitute substances in egaipm
such as air conditioners, refrigeration equipmemhotor vehicle air conditioners or appliances.

RACT Reasonably Available Control Technology (6 N Parts 212.10, 226, 227-2, 228, 229,
230, 232, 233, 234, 235, 236) - the lowest emishioit that a specific source is capable of meetgg
application of control technology that is reasogahailable, considering technological and economic
feasibility. RACT is a control strategy used tmili emissions of VOC’s and NOx for the purpose of
attaining the air quality standard for ozone. Téven as it is used in the above table refers tedlstate
air pollution control regulations which specifigategulate VOC and NOx emissions.

SIP State Implementation Plan (40 CFR 52, Subpait+#4 per the CAAA, all states are
empowered and required to devise the specific coatioin of controls that, when implemented, willrgri
about attainment of ambient air quality standasialdished by the federal government and the iddadi
state. This specific combination of measuresferred to as the SIP. The term here refers to thtzde
regulations that are approved to be included irStifieand thus are considered federally enforceable.

Compliance Status
Facility is in compliance with all requirements.

SIC Codes

SIC or Standard Industrial Classification coderisralustrial code developed by the federal Offite o
Management and Budget for use, among other thingke classification of establishments by the tgpe
activity in which they are engaged. Each operaisigblishment is assigned an industry code obahkis
of its primary activity, which is determined by fisincipal product or group of products produced or
distributed, or services rendered. Larger faeditiypically have more than one SIC code.

SIC Code Description
4911 ELECTRI C SERVI CES
SCC Codes

SCC or Source Classification Code is a code deeelegmd used” by the USEPA to categorize processes
which result in air emissions for the purpose @easing emission factor information.Each SCC remtss

a unique process or function within a source catelpgically associated with a point of air polfurti
emissions. Any operation that causes air pollutiam be represented by one or more SCC'’s.

SCC Code Description
1- 01- 002- 02 EXTERNAL COVBUSTI ON BOI LERS - ELECTRIC
GENERATI ON

ELECTRIC UTILITY BO LER - Bl TUM NOUS COAL
PULVERI ZED COAL: DRY BOTTOM ( Bl TUM NOUS
COAL)

1-01- 002- 03 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BO LER - BI TUM NOUS COAL
CYCLONE FURNACE (Bl TUM NOUS COQAL)

1-01- 003- 04 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BOLER - LIGNITE
Traveling Gate (Overfeed) Stoker

1-01- 005- 01 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BO LER - DI STILLATE O L
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Gades 1 and 2 O

1-01- 006- 04 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BO LER - NATURAL GAS
Tangentially Fired Units

1-01- 009- 03 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BO LER - WOOD/ BARK WASTE
Wood- Fired Boil er

1-01-012-01 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BO LER - SOLI D WASTE
Specify Waste Material in Comments

1-01-013-02 EXTERNAL COVBUSTI ON BO LERS - ELECTRIC
GENERATI ON
ELECTRIC UTILITY BO LER - LI QUI D WASTE
Waste O |

1- 02-002- 02 EXTERNAL COVBUSTI ON BO LERS - | NDUSTRI AL

I NDUSTRI AL BO LER - SUBBI TUM NOUS COAL
Pul veri zed Coal: Dry Bottom

3-99-999- 99 M SCELLANEOQUS MANUFACTURI NG | NDUSTRI ES
M SCELLANEQUS | NDUSTRI AL PROCESSES
SEE COMVENT *

Facility Emissions Summary

In the following table, the CAS No. or Chemical Adast Service code is an identifier assigned tayeve
chemical compound. [NOTE: Certain CAS No.’s camta‘'NY’ designation within them. These are not
true CAS No.’s but rather an identification whidiistbeen developed by the department to identifypgo
of contaminants which ordinary CAS No.’s do not d&s an example, volatile organic compounds or
VOC's are identified collectively by the NY CAS NONY998-00-0.] The PTE refers to the Potential to
Emit. This is defined as the maximum capacity &ality or air contaminant source to emit any air
contaminant under its physical and operationalgheghny physical or operational limitation on the
capacity of the facility or air contamination so@ito emit any air contaminant , including air ptita
control equipment and/or restrictions on the hadirsperation, or on the type or amount or material
combusted, stored, or processed, shall be treatpdraof the design only if the limitation is caimed in
federally enforceable permit conditions. The PTHdRarepresents an emission range for a contaminant.
Any PTE quantity that is displayed represents difizevide emission cap or limitation for that
contaminant. If no PTE quantity is displayed, ti&EARange is provided to indicate the approximate
magnitude of facility-wide emissions for the spiaifcontaminant in terms of tons per year (tpyhe T
term ‘HAP’ refers to any of the hazardous air pi@his listed in section 112(b) of the Clean Air Act
Amendments of 1990. Total emissions of all hazasdmupollutants are listed under the special NY
CAS No. ONY100-00-0. In addition, each individualzardous air pollutant is also listed under its own
specific CAS No. and is identified in the list belby the (HAP) designation.

Cas No. Contaminant Name PTE
Ibslyr Range
000630- 08- 0 CARBON MONOXI DE >= 100 tpy but < 250
t py
007647-01-0 HYDROGEN CHLORI DE >= 10 tpy
007439-92-1 LEAD >0 but <10 tpy
ONY210- 00- 0 OXI DES OF NI TROGEN >= 250 tpy but <
75, 000 tpy
ONYO075- 00- 0 PARTI CULATES >= 250 tpy but <
75, 000 tpy
ONYO075- 00- 5 PM 10 >= 250 tpy but <
75, 000 tpy
007446- 09-5 SULFUR DI OXI DE >= 250 tpy but <

Page 11 of 22



. . L

New York State Department of Environmental Conservation -
Permit Review Report

Permit 1D: 8-5736-00004/00013

Renewal Number: 1

06/24/2014
75,000 t py
ONY100- 00- 0 TOTAL HAP >= 250 tpy but <
75,000 t py
ONY998- 00- 0 Voo >= 25 tpy but < 40
t py

NOTIFICATION OF GENERAL PERMITTEE OBLIGATIONS

Item A:  Emergency Defense- 6 NYCRR 201-1.5
An emergency constitutes an affirmative dedaiosan action brought for noncompliance
with emissions limitations or permit condit®for all facilities in New York State.

(a) The affirmative defense of emergency dallemonstrated through properly signed,
contemporaneous operating logs, or other aglesvidence that:

(1) An emergency occurred and that the facility emand/or operator can

identify the cause(s) of the emergency;

(2) The equipment at the permitted facility caudimg emergency was at the

time being properly operated;

(3) During the period of the emergency the facitityner and/or operator took

all reasonable steps to minimize levels of emissibat exceeded the emission

standards, or other requirements in the permit; and

(4) The facility owner and/or operator notified thepartment within two

working days after the event occurred. This notizest contain a description of

the emergency, any steps taken to mitigate emissémd corrective actions taken.
(b) In any enforcement proceeding, the facitvner and/or operator seeking to establish the
occurrence of an emergency has the burderoof p
(c) This provision is in addition to any emengy or upset provision contained in any
applicable requirement.

ItemB:  Public Accessto Recordkeeping for TitleV Facilities- 6 NYCRR 201-1.10(b)
The Department will make available to the pubhy permit application, compliance
plan, permit, and monitoring and compliancsifieation report pursuant to Section
503(e) of the Act, except for information deti to confidential treatment pursuant to
6 NYCRR Part 616 - Public Access to record$ &ection 114(c) of the Act.

ItemC: Timely Application for the Renewal of Title V Permits-6 NYCRR Part 201-6.3(a)(4)

Owners and/or operators of facilities havingssued Title V permit shall submit a
complete application at least 180 days, bttmare than eighteen months, prior to the
date of permit expiration for permit reneypalposes.

ItemD:  Certification by a Responsible Official - 6 NYCRR Part 201-6.3(d)(12)
Any application, form, report or compliancetdeation required to be submitted pursuant
to the federally enforceable portions of fésmit shall contain a certification of truth,
accuracy and completeness by a responsititéadff his certification shall state that based
on information and belief formed after readdaanquiry, the statements and information in
the document are true, accurate, and complete.

ItemE:  Requirement to Comply With All Conditions- 6 NYCRR Part 201-6.5(a)(2)
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The permittee must comply with all conditiaighe Title V facility permit. Any permit
non-compliance constitutes a violation of Awt and is grounds for enforcement action; for
permit termination, revocation and reissuancenodification; or for denial of a permit
renewal application.

Item F: Permit Revocation, M odification, Reopening, Reissuance or Termination, and
Associated Information Submission Requirements- 6 NYCRR Part 201-6.5(a)(3)
This permit may be modified, revoked, reopeaed reissued, or terminated for cause. The
filing of a request by the permittee for amiémodification, revocation and reissuance, or
termination, or of a notification of plannelganges or anticipated noncompliance does not
stay any permit condition.

Item G:  Cessation or Reduction of Permitted Activity Not a Defense - 6 NYCRR
201-6.5(a)(5)
It shall not be a defense for a permitteenireaforcement action to claim that a cessation
or reduction in the permitted activity wouldve been necessary in order to maintain
compliance with the conditions of this permit.

ItemH: Property Rights- 6 NYCRR 201-6.5(a)(6)
This permit does not convey any property ggiftany sort or any exclusive privilege.

Item I: Sever ability - 6 NYCRR Part 201-6.5(a)(9)
If any provisions, parts or conditions of thirmit are found to be invalid or are the subject
of a challenge, the remainder of this permmliscontinue to be valid.

Item J: Permit Shield - 6 NYCRR Part 201-6.5(q)

All permittees granted a Title V facility peitrahall be covered under the protection of a
permit shield, except as provided under 6 NRCRubpart 201-6. Compliance with the
conditions of the permit shall be deemed cdengk with any applicable requirements as
of the date of permit issuance, provided sueh applicable requirements are included and
are specifically identified in the permit,the Department, in acting on the permit
application or revision, determines in writithgit other requirements specifically identified
are not applicable to the major stationaryseuand the permit includes the determination
or a concise summary thereof. Nothing herbkail preclude the Department from revising
or revoking the permit pursuant to 6 NYCRRtB&1 or from exercising its summary
abatement authority. Nothing in this perrhialsalter or affect the following:

i.  The ability of the Department to seek tangrsuit on behalf of the State of

New York, or the Administrator to seek to bringtsui behalf of the United

States, to immediately restrain any person causirntributing to pollution

presenting an imminent and substantial endangertogniblic health, welfare or

the environment to stop the emission of air pofitgaausing or contributing to

such pollution;

ii. The liability of a permittee of the Title fAcility for any violation of
applicable requirements prior to or at the timepefrmit issuance;

iii. The applicable requirements of Title IV thle Act;
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iv.  The ability of the Department or the Adnsimator to obtain information
from the permittee concerning the ability to enbespect and monitor the facility.

Reopening for Cause- 6 NYCRR Part 201-6.5(i)
This Title V permit shall be reopened and sedi under any of the following circumstances:
i.  If additional applicable requirements unttex Act become applicable where
this permit's remaining term is three or more yeangopening shall be
completed not later than 18 months after promubgeatif the applicable
requirement. No such reopening is required ifaffective date of the
requirement is later than the date on which thrsnitds due to expire, unless
the original permit or any of its terms and corudi§ has been extended by the
Department pursuant to the provisions of Part ZJ1and Part 621.

i. The Department or the Administrator deteres that the permit contains a
material mistake or that inaccurate statements wade in establishing the
emissions standards or other terms or conditiotiseopermit.

iii. The Department or the Administrator detemas that the Title V permit
must be revised or reopened to assure compliartbeapplicable requirements.

iv.  If the permitted facility is an "affecteduwrce" subject to the requirements
of Title IV of the Act, and additional requirenisrfincluding excess emissions
requirements) become applicable. Upon approvaheyAdministrator, excess
emissions offset plans shall be deemed to be incated into the permit.

Proceedings to reopen and issue Title V facilitsnpts shall follow the same
procedures as apply to initial permit issuancesbatl affect only those parts of
the permit for which cause to reopen exists.

Reopenings shall not be initiated before a roditsuch intent is provided to
the facility by the Department at least thirty daysdvance of the date that the
permit is to be reopened, except that the Depattmay provide a shorter time
period in the case of an emergency.

Permit Exclusion - ECL 19-0305

The issuance of this permit by the Departragwk the receipt thereof by the Applicant
does not and shall not be construed as badimgnishing, adjudicating or in any way
affecting any legal, administrative or equigalights or claims, actions, suits, causes of
action or demands whatsoever that the Depattmay have against the Applicant for
violations based on facts and circumstandeged to have occurred or existed prior to the
effective date of this permit, including, mdt limited to, any enforcement action
authorized pursuant to the provisions of aggtlle federal law, the Environmental
Conservation Law of the State of New York (B@hd Chapter 11l of the Official
Compilation of the Codes, Rules and Regulatofrthe State of New York (NYCRR). The
issuance of this permit also shall not in &y affect pending or future enforcement actions
under the Clean Air Act brought by the Unitatates or any person.

Federally Enfor ceable Requirements - 40 CFR 70.6(b)

All terms and conditions in this permit requdrby the Act or any applicable requirement,
including any provisions designed to limitazifity's potential to emit, are enforceable by
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the Administrator and citizens under the Adte Department has, in this permit, specifically
designated any terms and conditions that aereaguired under the Act or under any of its
applicable requirements as being enforceafdemuonly state regulations.

NOTIFICATION OF GENERAL PERMITTEE OBLIGATIONS

Item A:  General Provisionsfor State Enforceable Permit Termsand Condition - 6
NYCRR Part 201-5
Any person who owns and/or operates statiosauyces shall operate and maintain all
emission units and any required emission cbdivices in compliance with all applicable
Parts of this Chapter and existing laws, drall ®perate the facility in accordance with all
criteria, emission limits, terms, conditioasd standards in this permit. Failure of such
person to properly operate and maintain tfectfeness of such emission units and
emission control devices may be sufficiensogafor the Department to revoke or deny a
permit.

The owner or operator of the permitted fagifitust maintain all required records on-site

for a period of five years and make them amd to representatives of the Department
upon request. Department representatives peugtanted access to any facility regulated by
this Subpart, during normal operating houss ttie purpose of determining compliance with
this and any other state and federal air fioliucontrol requirements, regulations or law.

Regulatory Analysis

L ocation Regulation Condition Short Description
Facility/EU/EP/Process’ES

FACI LI TY ECL 19-0301 54 Powers and Duties of
the Departnment with
respect to air
pol I ution control

FACI LI TY 40CFR 52-A. 21 34 Prevention of
Si gni fi cant
Deterioration

FACI LI TY 40CFR 64 35 COVPLI ANCE ASSURANCE
MONI TORI NG

FACI LI TY 40CFR 68 21 Chemi cal acci dent
prevention provisions

FACI LI TY 40CFR 82-F 22 Protection of

Strat ospheric Ozone -
recycling and
em ssions reduction

FACI LI TY 6NYCRR 200. 6 1 Accept abl e anbi ent
air quality.

FACI LI TY 6NYCRR 200. 7 10 Mai nt enance of
equi prent .

FACI LI TY 6NYCRR 201-1. 4 55 Unavoi dabl e

nonconpl i ance and
viol ati ons
11 Recycling and Sal vage
Pr ohi biti on of
rei ntroduction of
col l ected
contaminants to the

FACI LI TY 6NYCRR 201-
FACI LI TY 6NYCRR 201-

=e
0o ~
[N
)
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FACI LI TY
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6NYCRR
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6NYCRR
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211.2
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225-1

225-1

225-1

225-1.

225-2

225-2

225-2

225-2

225-2

225-2

.2(a)

.3(a)

-5(a) (4)
-5(a)(7)

-5(a)(8)
.5(c)

-5(¢)(2)

-5(d) (5)
.5(e)

-5(f)(6)
1

.1

.5

.2(d)
.2(d)
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.3(b)
. 4(b)
. 4(b)
. 4(b)

.7(a)

. 7(d)

13
14
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18
19

56

20
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46

52, 53
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30
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FACI LI TY 6NYCRR 225-2.7(e€) 32 Reports, sanpling and
anal ysis of waste
fuels A and B.

G 00003 6NYCRR 227-1.2(a)(4) 42 Particul ate Em ssions
Firing Soild Fuels.

G 00004 6NYCRR 227-1.2(a)(4) 48 Particul ate Em ssions
Firing Soild Fuels.

FACI LI TY 6NYCRR 227-1.3 33 Snoke Emi ssion
Lim tations.

G- 00003 6NYCRR 227-1. 3(a) 43 Snoke Emi ssion
Lim tations.

G- 00004 6NYCRR 227-1. 3(a) 49 Snoke Emi ssion
Lim tations.

G- 00003 6NYCRR 227-1.5 44 Fuel mi xtures.

G- 00004 6NYCRR 227-1.5 50 Fuel mi xtures.

G 00003 6NYCRR 227-2.5(b) 45 System w de averagi ng
option.

G 00004 6NYCRR 227-2.5(b) 51 System w de averagi ng
option.

Applicability Discussion:
Mandatory Requirements: The following facility-widegulations are included in all Title V permits:

ECL 19-0301
This section of the Environmental Conservation lestablishes the powers and duties assigned to the
Department with regard to administering the ailyg@n control program for New York State.

6 NYCRR 200.6
Acceptable ambient air quality - prohibits contnatien of ambient air quality standards without gutiing
measures

6 NYCRR 200.7

Anyone owning or operating an air contaminationrsewhich is equipped with an emission control devi
must operate the control consistent with ordinany mecessary practices, standards and proce@isrpsy
manufacturer's specifications and keep it in ss&atiory state of maintenance and repair so tlugidtates
effectively

6 NYCRR 201-1.4

This regulation specifies the actions and recorpikegand reporting requirements for any violatiérao
applicable state enforceable emission standarddkatts from a necessary scheduled equipment
maintenance, start-up, shutdown, malfunction oetisthe event that these are unavoidable.

6 NYCRR 201-1.7
Requires the recycle and salvage of collectedamitasninants where practical

6 NYCRR 201-1.8
Prohibits the reintroduction of collected air caniaants to the outside air

6 NYCRR 201-3.2 (a)

An owner and/or operator of an exempt emissioncear unit may be required to certify that it opesa
within the specific criteria described in this Sakp All required records must be maintained ib@for a
period of 5 years and made available to departmegmesentatives upon request. In addition, depattme
representatives must be granted access to anyfadilich contains exempt emission sources or units
during normal operating hours, for the purposeatétmining compliance with this and any other steté
federal air pollution control requirements, regialas, or law.
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6 NYCRR 201-3.3 (a)

The owner and/or operator of a trivial emissionreewor unit may be required to certify that it cgtes
within the specific criteria described in this Satp All required records must be maintained de-&ir a
period of 5 years and made available to departmegmesentatives upon request. In addition, depattme
representatives must be granted access to aniyfadilich contains trivial emission sources or anit
subject to this Subpart, during normal operatingripfor the purpose of determining compliance ik
and any other state and federal air pollution @dmaquirements, regulations, or law.

6 NYCRR Subpart 201-6

This regulation applies to those terms and comtiwhich are subject to Title V permitting. It ddishes
the applicability criteria for Title V permits, theformation to be included in all Title V permipglications
as well as the permit content and terms of pessitance. This rule also specifies the compliance,
monitoring, recordkeeping, reporting, fee, and prheal requirements that need to be met to obtaitie
V permit, modify the permit and demonstrate confityiwith applicable requirements as listed in thaeT
V permit. For permitting purposes, this rule sfiesithe need to identify and describe all emissioits,
processes and products in the permit applicatiomedisas providing the Department the authority to
include this and any other information that it dseracessary to determine the compliance statueof t
facility.

6 NYCRR 201-6.5 (a) (4)

This mandatory requirement applies to all Titlea¢ifities. It requires the permittee to providéoimation
that the Department may request in writing, withireasonable time, in order to determine whetlarse
exists for modifying, revoking and reissuing, améating the permit or to determine compliancehwtite
permit. The request may include copies of recaetyuired to be kept by the permit.

6 NYCRR 201-6.5 (a) (7)
This is a mandatory condition that requires th@@wor operator of a facility subject to Title V
requirements to pay all applicable fees associatddthe emissions from their facility.

6 NYCRR 201-6.5 (a) (8)
This is a mandatory condition for all facilitiesogect to Title V requirements. It allows the Depaent to
inspect the facility to determine compliance whistpermit, including copying records, sampling and
monitoring, as necessary.

6 NYCRR 201-6.5 (c)

This requirement specifies, in general terms, \iifatmation must be contained in any required
compliance monitoring records and reports. Thituites the date, time and place of any sampling,
measurements and analyses; who performed the asabsalytical techniques and methods used aswell
any required QA/QC procedures; results of the aeslythe operating conditions at the time of sargir
measurement and the identification of any permiiat®mns. All such reports must also be certifisdthe
designated responsible official of the facility.

6 NYCRR 201-6.5 (c) (2)

This requirement specifies that all compliance rnarimg and recordkeeping is to be conducted acogrdi
to the terms and conditions of the permit and felddl QA requirements found in applicable regulasio It
also requires monitoring records and supportingrinfition to be retained for at least 5 years froentime
of sampling, measurement, report or applicatioppdu information is defined as including all caéibon
and maintenance records and all original strip4atearordings for continuous monitoring instrumeiatat
and copies of all reports required by the permit.
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6 NYCRR 201-6.5 (c) (3) (ii)

This regulation specifies any reporting requireraéntorporated into the permit must include prauisi
regarding the notification and reporting of perdeviations and incidences of noncompliance statieg
probable cause of such deviations, and any coveeatitions or preventive measures taken.

6 NYCRR 201-6.5 (d) (5)

This condition applies to every Title V facilitylgject to a compliance schedule. It requires tbports,
detailing the status of progress on achieving canpé with emission standards, be submitted
semiannually.

6 NYCRR 201-6.5 (e)
Sets forth the general requirements for compliareéfication content; specifies an annual subrhitta
frequency; and identifies the EPA and appropriatganal office address where the reports are teebé

6 NYCRR 201-6.5 (f) (6)

This condition allows changes to be made at thiéitfaavithout modifying the permit, provided the
changes do not cause an emission limit containéuismermit to be exceeded. The owner or opewaftor
the facility must notify the Department of the cban It is applicable to all Title V permits whiamy be
subject to an off permit change.

6 NYCRR 202-1.1

This regulation allows the department the discretiorequire an emission test for the purpose of
determining compliance. Furthermore, the cosheftéest, including the preparation of the repasttarbe
borne by the owner/operator of the source.

6 NYCRR 202-2.1
Requires that emission statements shall be sulthdtieor before April 15th each year for emissiohthe
previous calENDar year.

6 NYCRR 202-2.5

This rule specifies that each facility requiredstdomit an emission statement must retain a coplyeof
statement and supporting documentation for at egsfrs and must make the information available to
department representatives.

6 NYCRR 211.2
This regulation limits opacity from sources to l&ssn or equal to 20 percent (six minute averagegmt
for one continuous six-minute period per hour df more than 57 percent opacity.

6 NYCRR Part 215
Except as allowed by section 215.3 of 6 NYCRR R&8, no person shall burn, cause, suffer, allow or
permit the burning of any materials in an open fire

40 CFR Part 68
This Part lists the regulated substances and #ppkcability thresholds and sets the requireméts
stationary sources concerning the prevention dflaotal releases of these substances.

40 CFR Part 82, Subpart F

Subpart F requires the reduction of emissionsagscl and class Il refrigerants to the lowest aetiiée
level during the service, maintenance, repair,diggosal of appliances in accordance with sectith &
the Clean Air Act AmENDments of 1990. This subppplies to any person servicing, maintaining, or
repairing appliances except for motor vehicle ainditioners. It also applies to persons disposing o
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appliances, including motor vehicle air conditia)eefrigerant reclaimers, appliance owners, and
manufacturers of appliances and recycling and rergogquipment. Those individuals, operations, or
activities affected by this rule, may be require¢dmply with specified disposal, recycling, oraeery
practices, leak repair practices, recordkeepingdaaridchnician certification requirements.

Facility Specific Requirements
In addition to Title V, AES GREENIDGE LLC has begetermined to be subject to the following
regulations:
40 CFR 52.21
This citation applies to facilities that are subjecPrevention of Significant Deterioration
provisions;
ie: facilities that are located in an attainmemizaand that emit pollutants which are listed in
40 CFR 52.21(b)(23)(i) .

40 CFR Part 64

The federal Compliance Assurance Monitoring (CAMEr 40 CFR Part 64, requires monitoring of
control device, capture system, and/or processyteas to provide a reasonable assurance of
compliance with emission limitations or standarétsapplies to emission uniteat use a control
device to comply with certain standards and linotag and that have potential pre-control device
emissions equal to or greater than a major sotwrestiold.

Acid Rain program requirements; stratospheric ozmoéection requirements; post-1990 New Source
Performance Standards, Emission Guidelines, anidiNdtEmission Standards for Hazardous Air
Pollutants; and some other limitations are exemgphfCAM. However, many of the exempt
requirements are subject to less stringent perimigitoring under 40 CFR Part 70 and 6NYCRR
Subpart 201-6.

6 NYCRR 225-1.2 (d)
The sulfur-in-fuel limitations for residual and tillisite oil and for solid fuel are listed in Tablgé and 3
or 6 NYCRR Part 225-1.2(c), (d) and (e)

6 NYCRR 225-1.8

This regulation requires an owner or operator fafcélity which purchases and fires coal and/or il s
ubmit reports to the commissioner containing amlysis data, information on the quantity of thel f
received, burned, and results of any stack sampdiagk monitoring and any other procedures torensu
compliance with the provisions of 6 NYCRR Part 225-

6 NYCRR 225-2.3 (b)
This regulation requires that each piece of equigmaich fires Waste Fuel A demonstrate, at a
minimum, 99% combustion efficiency in burning Wafstel A.

6 NYCRR 225-2.4 (b)

This regulation sets the limits for the compourtds tay be in Waste Fuel A or B. These are: RSB |
than 50 parts per million (ppm); Total Halogensldsan 1,000 ppm; Sulfur less than the limits irt Pa
225-1; Lead less than 250 ppm; and a minimum dreas content of 125,000 BTU/Gallon

6 NYCRR 225-2.7 (a)
This regulation requires the owner or operatoheffacility burning the waste fuel to sample andlyze
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all shipments of the fuel received, monitor the ssioins from the burning of the fuel and maintacords
of the quantities of the fuel received.

6 NYCRR 225-2.7 (d)
This regulation requires the owner or operator &ntain the records required under 6 NYCRR Part 225
2 and make them available for inspectors from tN&NEC.

6 NYCRR 225-2.7 (e)
This regulation requires the owner or operatoraim@e and analyze the waste fuel in a manner
acceptable to the Department.

6 NYCRR 227-1.2 (a) (4)
This regulation establishes a particulate emiskioit in terms of Ibs per mmBtu of heat input for
stationary combustion units which fire solid fuatssariable sizes of heat input (mmBtu/hr).

6 NYCRR 227-1.3
This regulation requires a limitation and compliameonitoring for opacity from a stationary combaoisti
installation.

6 NYCRR 227-1.3 (a)

This regulation prohibits any person from operatirgtationary combustion installation which emits
smoke equal to or greater than 20% opacity exagpirie six-minute period per hour of not more than
27% opacity.

6 NYCRR 227-1.5
This regulation provides for determination of amissible particulate emission rate from combustion
devices using more than one type of fuel simultaso

6 NYCRR 227-2.5 (b)

The system-wide average shall consist of a weigatedage allowable emission rate based upon the
weighted average of actual emissions from unitsahaoperating. Excess reductions utilized in the
system-wide average may only be counted from tivedb allowable emission rate. Simply put, if thisre
a more stringent emission limit than RACT alreadyplace on the unit, then excess reductions may onl
be counted from below that emission rate.

Compliance Certification
Summary of monitoring activitiesat AESGREENIDGE LLC:

L ocation Cond No. Type of Monitoring
Facility/EU/EP/Process’ES

FACI LI TY 34 record keepi ng/ nai nt enance procedures
FACI LI TY 35 record keepi ng/ nai nt enance procedures
FACI LI TY 5 record keepi ng/ nai nt enance procedures
FACI LI TY 6 record keepi ng/ nai nt enance procedures
FACI LI TY 7 record keepi ng/ nai nt enance procedures
G 00003 38 continuous emn ssion nonitoring (cem
G 00003 39 continuous emn ssion nonitoring (cem
G 00003 40 continuous emn ssion nonitoring (cem
G 00004 46 continuous emn ssion nonitoring (cem
G- 00004/ 00004 52 continuous emn ssion nonitoring (cem
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G- 00004/ 00004
FACILITY
FACILITY

FACILITY
FACI LI TY
FACI LI TY
FACI LI TY
G- 00003
G- 00004
FACILITY
G- 00003

G- 00004

FACI LI TY
G- 00003

G- 00004

G- 00003
G- 00004

48

33
43

49

45

continuous emn ssion nonitoring (cem
record keepi ng/ nai nt enance procedures

noni toring of
as surrogate
work practice
work practice
work practice
work practice
work practice
work practice

process or

nvol v
nvol v
nvol v
nvol v
nvol v
nvol v

ng
ng
ng
ng
ng
ng

contro

specific
specific
specific
specific
specific
specific

devi ce

oper at
oper at
oper at
oper at
oper at
oper at

record keepi ng/ nai nt enance procedures
nonitoring of process or contro

as surrogate

nonitoring of process or contro

as surrogate

devi ce

devi ce

record keepi ng/ nai nt enance procedures
nonitoring of process or contro

as surrogate

nonitoring of process or contro

as surrogate

devi ce

devi ce

record keepi ng/ nai nt enance procedures
record keepi ng/ nai nt enance procedures

A
L
-

paraneters
ons
ons
ons
ons
ons
ons
paraneters

paraneters

paraneters

paraneters

Basisfor Monitoring

Renewal of Title 5 operating permit.
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